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Intuitive V2 & Mini TDB Controller Description  
 
This document r elates to Software version 4. 7.1  
 
The Intuitive Plant and Intuitive Mini Controller with Data Builder are  versatile device s intended for user 
programming. Some example applications include HVAC, BMS and Refrigeration control.  
 
The Intuitive  V2 hardware consists of 8 probe inputs, 12 Digital Inputs, 8 Universal IO, 12 relay outputs 
(option to fuse),  4 Pulse width modulation (PWM) outputs along with the options of integral display , 2 stepper 
outputs and SSR outputs.   
 

The Mini Intuitive hardware consists of 6 probe inputs, 4 Digital Inputs, 4 Universal IO, 5 relay outputs (option 
to fuse), 2 Pulse width modulation (PWM) outputs along with the options of integral display and SSR outputs.  
 
There is no intrinsic program, but all of the inputs and outputs are available for use with the on -board Data 
Builder program.  
 
An optional DIN rail mount, 24V 2.5 A power supply unit (PR0625) is available for use with the controllers.  
 
The controller can connect to IP networks by either it s in -built Ethernet port (s)  using a standard Ethernet cable 
or by a USB Wi -Fi adapter (PR0657). It can then communicate by means of standard IP or BACnet protocols 
(PR0655 -BAC). There is also direct PC access available via a USB cable.  
 
In addition to IP, it can also communicate to a DMTouch by means of the RDM -485 protocol over RS485 with 
use of the RDM 485 Plant TDB Comms Module (PR0623 DIN TDB).  
 
The controller can connect to a variety of peripheral devices via Modbus using a USB network adapter. The 
Modbus devices are connected via a USB to RS485 interface (PR0623 / PR0623 DIN) . 
  
A USB Pulse Reader is available for use with the controller which allows pulsed outputs from 3 rd  party devices 
to be read, typical applications include energy monitoring or flow measurement. Up to ten RDM CT monitors 
(PR0626 v/i -DIN), each with 5 CTôs attached, can be connected via USB. The values of which can be used in the 
TDB application designed by the user.  
 
Users have the added benefit of using the óType Writerô feature (PR0655-TYP) where Modbus templates can be 
written and saved within the TDB device. This enables 3 rd  party Modbus devices, where templates have not 
been previously developed for, to be logged on and monitored Note: Read only. For templates where 
values can be written to please consult RDM Technical Support.  
 
Where RDM have been requested to develop a ówritableô template for 3rd  party Modbus devices, the óModbus 
Writeô feature can be activated. Then, using the TDB blocks in the plc, the 3rd  party device can accept Modbus 
write commands.  
 
The controller offers web -services support and has 40 general purpose timer channels available to configure. 
Logging of data and export of logged data is also available; if a memory stick is used, logged data sampling 
can be viewed at 15 second intervals.  
 
 
The PR0657 (Wi -Fi adapter) is for use within the EU only. For more information about using outside 
the EU, please contact RDM technical support.  
 
Note: The Modbus® template generation feature, Type Editor, requires the user to have a full and proficient 
understanding and working knowledge of the Modbus® protocol. RDM Technical Support cannot provide 
training or assistance in relation to the Modbus® protoc ol and the commands implemented therein.  Support 
will only be provided to those conversant with Modbus® and in relation to the Type Editor functionality 
specifically. RDM cannot accept any responsibility, or offer troubleshooting support, to clients  who 

have created their own templates.  
  
For users unfamiliar with Modbus® RDM can provide on request a template creation service, 
allowing for a template to be generated for the third -party  device in question. A nominal fee will 
apply for each template created by RDM.  
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Hardware Options  
Depending on the requirements, a number of hardware options are available on the intuitive range. Options 
include; integral display, fused or non - fused relay outputs, stepper outputs and number of solid -state  relays 
(SSRôs). See ordering information below, for details. 

Ordering Information  

To order the correct hardware options the following part number descriptions are followed;  
 
Intuitive Plant TDB -  PR0650 X Y  TDB Z 
Intuitive Plant TDB with 2 stepper output -  PR0652 X Y  TDB Z 
Mini Intuitive TDB Controller -  PR0680 X Y  TDB Z 
 
 

Y Description  X Description  Z Description  

NF Non Fused  CD Integral Display  E1 Relay 1 SSR  

blank  Fused Relays  blank  No Display  E2 Relays 1 -2 SSRôs 

  E3 Relays 1 -3 SSRôs 

  

E12 Relays 1 -12 SSRôs 

Example:  
 
To order an Intuitive TDB with integral display, non -fused with 3 SSRôs the part number would be; 
 
PR0650 CD NF  TDB E3  

Optional Network Enablers / Adapters  

The Controller can communicate over Wi -Fi, Modbus RS485, Wireless Mesh and BACnet when the features are 
activated. The part numbers are as follows;  

Description  Part Number  

Wi-Fi Adapter (enablement included)  PR0657  

Wi-Fi Enabler  PR0657 -ENA 

Secondary IP Interface  *  PR0655 -2NDIP  

BACnet Enabler  PR0655 -BAC 

Pack Broadcast Enablement  PR0655 -BCST 

USB to Fibre Adapter  *  PR0459 -FIB 

  

Modbus RS485 Dongle  PR0623  

Modbus RS485 Adapter DIN Rail Mount   PR0623 -DIN  

RDM 485 Plant TDB Comms Module  PR0623 -DIN TDB  

  

Modbus Type Editor (per type)  PR0655 -TYP 

Modbus Writable Type Activation (per type)  PR0655 -MOD 

For User created ówritableô templates, please consult RDM Technical 
sales. The enablement is a ófactory-fittedô option only. 

Please note that when enabling the Wi -Fi capabilities on the controller please ensure you contact 
RDM Technical Support to obtain the latest drivers.  

* Note:  -  If  using the PR0486 or PR0459 -FIB adapter s to connect to a DMTouch on Eth1 the Remote XML  
parameter in the Site setup page must be turned on.  

Intuitive Expansion Boards  

The following Intuitive expansion boards can be used to expand the available inputs and outputs for either the 
Intuitive Plant or Intuitive Mini controller s;  
 

Description   Part Number  

Intuitive Stepper, with 8 Probe Inputs, 8 Status Inputs, 8 Universal I/O, 4 Relay Outputs, 6 
Stepper Motor outputs and 4 PWM* outputs.  

PR0660  

Intuitive IO Expansion Board with 8 Probe Inputs, 8 Status Inputs, 8 Universal I/O, 12 Relay 
Outputs and 4 PWM* Outputs.  

PR0661  

Intuitive 48 Probe Input Expansion Board with 8 Universal I/Os and 48 Probe Inputs  PR0662  

Intuitive mini - IO  expansion module with 4 Analogue Inputs (mA / V) and 5 Relay Outputs  PR0663  

Intuitive mini - IO  expansion module with 4 Analogue I/O (mA/V) and 4 Relay Outputs  PR0663 4 -4 

Intuitive mini - IO  expansion board with 6 Probe Inputs, 4 Status Inputs, 4 Universal I/O, 5 
Relay Outputs and 2 PWM Outputs  

PR0681  

Intuitive Stepper Module with Auto Close ï 1 Stepper Motor Output, 1 Analogue Input 
(mA/V), 2 probe Inputs, 1 Digital Input & 1 Relay output  

PR0653  
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Intuitive Stepper Module with Auto Close ï 1 Stepper Motor Output, 1 Analogue Input 
(mA/V), 2 probe Inputs, 1 Digital Input & 1 Relay output (Valve Close When Comms Lost)  

PR0653 -C 

Intuitive mini - IO  expansion module with 8 Analogue Inputs and 4 Relay Outputs  PR0663 8P -4E 

 
* Note :  only available on the V2 Expansion boards.  
This document outlines how to map the TDB software in a Plant controller to use any of the above expansion 
module inputs and outputs. For further hardware information on all of the expansion board variations please 
see RDM Intuitive & Plant Controller Expa nsion Board User Guide on RDM Web Site.  

Configuration  

The controller has no configuration until a Data Builder application has been developed and saved.  

Available Networks  
The controller has a built - in IP network interface that allows for connection to an RDM Data Manager system or 
an IP network without the need for an extra communications module. Simply set the 3 rotary switches to the 
desired network ID for the unit to rec eive an IP address from a DHCP server. If a static IP address is required 
then the network details must be entered via the web interface, either through connecting via the USB lead or 
once it has obtained an address from a DHCP server (See Connecting to Controller ).  
 
The default static IP address within a new controller when first powered on is 100.100.100.100.  Power up the 
controller, leaving the rotary switches at 000 and set the PC/Laptop to be in the same IP range as the 
controller ( i.e.,  IP: 100.100.100.102 / Subnet mask: 255.255.255.0), link the PC and the device using a Cat5 
cable.  The controller can then be accessed using a standard internet browser (such as Chrome, Edge or 
Firefox) and browsing to the address http:// 100.100.100.100.  
 
With the addition of the USB Wi -Fi network card (PR0657), the controller can communicate over Wi -Fi networks 
without the need of any cables. The SSID and the pass code of the Wi -Fi network must be entered within the 
network setup  page , accessible through the web interface.  
 
When enabled, the unit can support BACnet communications, via the Ethernet port, allowing it to be logged on 
to a BACnet Network. Within the network setup  pages the communications protocol can be selected.  
 

Connecting to the controller via USB  
 
The device can communicate directly  to a PC using a USB lead 1. Depending on the PCôs operating system, it 
may require the necessary  USB drivers  to be installed and configured. On Windows 10 machines , no drivers 
are required to be installed. For older versions, t he necessary dr ivers can be obtained from the óDownload 
Software ô section of the RDM website which i s found under óResources ô. Along with the driver, there will be a 
walk - through  guide of how to set it up.  
 
The Intuitive V2 / Mini  TDB platform does not require the userôs PC network card settings to be altered to 
connect to the controller, it will self -configure.  
 
Power up the controller allowing at least 30 seconds to complete booting. Then , connect from the USB port  on 
the controller 1 to a USB connection on the PC. I t can then be accessed using a standard internet browser (such 
as Chrome, Edge  or  Firefox) and browsing to the address http:// 10.255.255.254 . 
 
The controllerôs processor can be powered via  the USB lead  which enables  the user to  connect without the need 
to connect a power supply 2. It should be noted however that the controllerôs inputs and outputs, such as relays 
and temperature probes, will not operate unless the 24v power supply is connected.  
 

Note 1 :  The Intuitive V2 TDB can be connected  from its óDevice Portô using a USB Type A to Type B  lead.  The 
Mini TDB can be connected from its óOTG USB Portô using a Type A to Micro USB Type B  connection.  
 
Note 2 : On the initial setup of the device, it must be connected to a 24v AC/DC power supply for a plc to be 
created or uploaded. After the initial upload, the TDB can be edited using only the USB power.  
 

 

 
 

http://100.100.100.100./
http://10.255.255.254/
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Communication Indicator  
If communication between the controller and the PC is interrupted for over a minute, the  name banner at the 
top of the page will turn orange to indicate that the device is no longer communicating.  

 

Networked Devices  
The controller can communicate with up to 64 Modbus -equipped devices . 
 
Modbus communications is active as default and only requires the USB to RS485 adapter (PR0623 / PR0623 
DIN) connected. A list of available Modbus devices useable with the Intuitive TDB controller s can be found in 
the Modbus section . 
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Displays  

Touch XL (PR0617 - ID -X-X)  

 

 
 
The TouchXL , when connected to the Intuitive, is used as a display, mimicking the view of the standard web 
interface to the controller. It is used to interact with the application software and alarm indication (if 
programmed into the TDB).  
 
The TouchXL has the benefit of being able to connect to the Intuitive TDB either via USB  connecting from its 
micro -USB port to the USB host Port  of the TDB controller or standard Ethernet connections over IP.  
 
Note: -  The maximum number of TouchXL displays the Intuitive TDB controller can support is 16.  
 
When connecting using the USB method, the communication of the two devices is automatic and the TouchXL 
will automatically configure itself for use.  
 

Connecting over Ethernet comms requires the configuration of th e TouchXL to be setup to ópointô to  the 
Intuitive TDB device. This can be carried out in the óNetwork Configurationô page within the TouchXL service 
menus (only accessible directly on the touch screen). Please consult the specific documentation for more 
details.  
 

Remote Plant Display (PR0620)  

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
When  using the remote plant display, if the number sent to the display is greater than 999.9 then the decimal 
part of the value is dropped and replaced with a thousand digit e.g.,  999.8, 999.9, 1000, 1001, 1002 and so 
forth. When the display is connected to the controller but not utilised in the TDB program it will show ób 28ô 
when the controller is powered on.  

Flt LED 1  

Flt LED 2  

Display 1  Display 2  

Enter 
Button  

Up 
Button  

Down 
Button  

Eye 
Button  

Hand  
Button  

Warning  
Button  
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Integral  Graphical  Display  (optional)  

The buttons will allow the user to navigate through the menus/ screens of the device. Depending on the TDB 
and LCD screen setup, these screens will differ.  
 
When mimics or screens have been setup, the A and B buttons will cycle through them.  
 

Holding the óEnterô and óDownô buttons for a couple of seconds will provide access to the IO list, parameters 
and states if setup in the TDB. The Hash button will exit back to mimics/ screens.  
 
To change a parameter (see LCD setup  for permissions) navigate to the parameter section using the A or B 
buttons and press Enter. Select the parameter using the Up and Down buttons and confirm by pressing Enter. 
The selected parameter and current value will be shown. Use the Up and Down arro w buttons to alter the 
setting and confirm with Enter.  
 

Intuitive V2  Integral Display  

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 

Intuitive Mini  Integral Display  

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
  

Relay  
LEDôs 

Status & 
Reset 
LEDôs 

Enter  
Button  

A 
Button  

Up 
Button  

Down  
Button  

B 
Button  

Hash  
Button  

Relay  
LEDôs 

Status & 
Reset LEDôs 

Enter  
Button  

A 
Button  

Up 

Button  
Down  
Button  

B 
Button  

Hash  
Button  Rotary  

Switches  
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I/O Connections  ï Intuitive Controller ï PR0650  
 
 
 

 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

      
 

   
 
 
 
 
 

 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

  

Universal IO 
Type  

Terminal Markings  

4-20mA Input  Sig In         12V dc Out  

0-10V Input  Ground       Sig In  

4-20mA Output  Ground       Sig Out  

0-10V Output  Ground      Sig Out  
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I/O Connections ï Intuitive Controller with 2 Stepper  ï PR0652  
 
 
 
  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
      

 

 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
  

Universal IO 
Type  

Terminal Markings  

4-20mA Input  Sig In         12V dc Out  

0-10V Input  Ground       Sig In  

4-20mA Output  Ground       Sig Out  

0-10V Output  Ground      Sig Out  

Note : If an AC supply is used to power the 

main control board, the same AC supply 

cannot be used to power the Stepper 

valve(s), however, a DC supply can be used 

to power both the control board(s) and the 

Stepper valve(s).  

Bottom Row  
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I/O Connections ï Mini Intuitive Controller ï PR0680  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
  

Universal IO Type  Terminal Markings  

4-20mA Input  Sig In    12V dc Out  

0-10V Input  Ground   Sig In  

4-20mA Output  Ground   Sig Out  

0-10V Output  Ground  Sig Out  
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Inputs & Outputs Descriptions  

Intuitive Controller  

 

All Types  Description  Comments  

Status Input 1 -12  0V return or 24 Vac  See note 1  

Analogue Input 1 -8 Probe input  See note 2  

Universal Input / Output 1 -8  Analogue Input or Output  4-20mA or 0 -10V  

Relay 1 -12  N/O, N/C and Common  Volt Free  

PWM 1 -4 Pulse Width Modulation Output  Open collector or pull up  

Status LED  Healthy LED  
When powered up the LED will 
flash off/on every 0.5 seconds.  

 

Intuitive Stepper Controller  

 

All Types  Description  Comments  

Status Input 1 -12  0V return or 24 Vac  See note 1  

Analogue Input 1 -8 Probe input  See note 2  

Universal Input / Output 1 -8  Analogue Input or Output  4-20mA or 0 -10V  

Relay 1 -9 N/O, N/C and Common  Volt Free  

Stepper Outputs 1 -2 Bi Polar Stepper Valve Driver  
12 -24vdc, 825mA / 8W 
maximum.  

PWM 1 -4 Pulse Width Modulation Output  Open collector or pull up  

Status LED  Healthy LED  
When powered up the LED will 
flash off/on every 0.5 seconds.  

Stepper Power  
Separate power supply for 2 
stepper outputs  

If an AC supply is used to power 
the main control board, the 
same AC supply cannot be used 
to power the Stepper valve(s), 
however, a DC supply can be 
used to power both the control 
board(s) and the Stepper 
valve(s).  

 

Intuitive Mini Controller  

 

All Types  Description  Comments  

Status Input 1 -4 0V return or 24 Vac  See note 1  

Analogue Input 1 -6 Probe input  See note 2  

Universal I/O 1 -4 Analogue Input or Output  4-20mA or 0 -10V  

Relay 1 -5 N/O, N/C and Common  Volt Free  

PWM 1 -2 Pulse Width Modulation Output  Open collector or pull up  

Status LED  Healthy LED  
When powered up the LED will 
flash off/on every 0.5 seconds.  

 
 
Note 1 : 24 Vac must have the same 24 Vac return as the supply voltage. If using the Intuitive controller 24V 
power supply, only the 24Vac signal from the supply is  required for the status input.  
 
If using an external 24V power supply to signal a status change then both a common (0V) and status input 
signal (24V) is required for the appropriate status input. See Appendix 2  for status input connection wiring (If 
the Status LED is present (Mercury only) then Appendix 3 is not relevant).  
 
Note 2 : A variety of probes can be used by the Data Builder Analogue block or a custom probe curve can be 
programmed.  
 
All inputs and outputs should be configured on the controller before connecting an external device. 
Failure to do so may result in damage to the controller and/or external device.  
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Webpage Appearance  
Although the hardware of the devices differs slightly , the software functionality of the Intuitive V2,  Dual 
Stepper or Mini TDB Controllers is identical, therefore the user interface, when viewing them through the web 
page, is identical.  
 

TDB Controller View  

 

 
 

TDB Menus view  

Note : From TDB Version V4.1.0 and above the client has the option to amend the web pageôs logo. The image 
must be of a format 125 x 125px SVG. For more information please consult RDM Technical Support.  
 

 
 
 

 

 

 

 

 

 

 

 

    

Navigates the user to the Home 
screen from whichever page 
theyôre in. 
 
Shows the deviceôs Inputs, 
Outputs, Parameters and States.  
 
 
Available when a Layout has 
been uploaded.  

View the trends over a defined 
period of the deviceôs Inputs, 
Parameters or States.  
 
Opens the deviceôs menu 
structure to select from . 
 
 
Allows the user to set a run -on 
time against a configured 
GPTimer channel.  
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USB Devices  

Intuitive DIN mountable 4 port USB Hub 
(PR0624/ PR0624 -DIN)  
The RDM USB 4 Port Hub can be used to expand the number of USB ports 
available. The RDM USB hub has a USB Device port which connects to one of 
the Intuitive controller ôs USB ports. This then allows for up to 4 USB devices to 
be connected to a single controller USB port.  
Please see the USB 4 Port user guide for further details.  
 
If any type of  USB hub is connected to the controller then the hub used must be  self -
powered and must  not  obtain its operating power supply from the controller USB ports , 
additionally the hub must not  share a 24v power supply with the Intuitive controller.  Failure to use a self -
powered hub will result in damage to the controller and will invalidate the controller warranty.  

USB Current Monitor (PR0626/ PR0626 i/v -DIN)  

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
The USB Current Monitor provides an interface for the RDM TDB Controller and allows 5 Current Transformers 
(CTs) to be connected.  
 
The three types of current monitor are listed below:  
 

Description  Part Number  

5 Channel Current Monitor with USB Interface  PR0626  

5 Channel Current Monitor with USB Interface, DIN rail mount, 5A Input  PR0626i -DIN  

5 Channel Current Monitor with USB Interface, DIN rail mount, 0.33V Input  PR0626v -DIN  

 
The two types of Current Monitor are designed to be used with  two types of  Current Transformers , either with 
0.333V secondaries (RDM CT PR0675 -xxxA) or wi th 5amp secondaries  (Farnell part 1373206 for example). 
Scaling is carried out in the CT block  within the editor.  
 
Up to 10 Current Monitors can be connected to Controller, with each having a rotary switch ID to identify it. To 
accommodate multiple Current Monitors an RDM 4 Port USB Hub can be utilised (PR0624  or PR0624 DIN ), this 
provides the controller with four additional USB ports.  
 
The Current Monitor is powered via the host controllerôs USB port so no additional power supply is required, 
although the 4 Port USB hub, if used, requires its  own  24v AC or DC supply ( not the same  supply  as the TDB 
Controller).  
 

 
Warning:  Care should be taken when connecting and disconnecting the 5A current transformer 
secondaries. The secondary side should never be left open circuit when there is a load present the 
primary side.  
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Intuitive Touchscreen Display (PR0615)  

 
Intuitive Controllers with Data Builder support a number of 
displays, one of which is the USB Touchscreen Display. Data 
Builder contains a selection of blocks which allow user 
interaction with this display (please see Display Cascade, 3 
way, Override  and Slide blocks). As well as displaying 
selected input, output, parameter, state and customised 
graphics, the Touchscreen Display allows the user to change 
set points, override  values and accept alarms. The 
Touchscreen Display connects to an Intuitive Controll er via 
one of the controllerôs USB sockets and does not require an 
additional power supply.  
 

To access parameters or setup menus from the USB Plant 
Touchscreen the user (setup within User Setup ) must have a 
numerical password. The numerical password equates to the 
pin used to access the device via the Plant Touchscreen.  
 
See the Touchscreen Display users guide for further details.  
 
Note : the Touchscreen Display is a plug and play item. The 
display will operate when connected to an Intuitive TDB controller and will show the Home page, if a Custom 
page is not configured by default.  
 
 

8 Channel Pulse reader (PR0622/ PR0622 -DIN)           

 
PR0622 DIN           PR0622  

 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
This device is available in two enclosure types, DIN rail mount (PR0622 DIN) and panel mount (PR0622), both 
of which connect to either USB Host 1 or 2. Up to three Pulse Readers can be connected to the system. Since 
there are only two USB host ports availa ble then a USB hub must be used if more than two USB devices are 
required. The Pulse Reader has a rotary switch which allows the user to uniquely address each module. If the 
rotary switch is set to any of the following then the Pulse Reader channels will  appear as highlighted.  
 
 

Position 1:  Equates to device 1 and Channel 1 through to 8.  
Position 2:  Equates to device 2 and Channel 9 through to 16.  
Position 3:  Equates to device 3 and Channel 17 through to 24.  

USB Connection (Type B)  
Connects to Plant Controller 
USB Host 1 or 2  

Rotary ID switch  

8 Pulse Inputs  

Rotar y  ID switch  

8 Pulse Inputs  
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Note: If a USB hub is used then it must be self -powered and should not obtain its operating power supply from 
the controller USB ports. Failure to use a self -powered hub will result in damage to the controller and will 
invalidate the controller warranty. RDM rec ommend PR0624 DIN 4 Port USB Hub.  
A single Pulse Reader has 8 channels to count pulses therefore a total of 24 channels can be monitored if three 
devices are used. A Pulse Reader input block/ channel must be used to incorporate the pulse counts from each 
channel into a data builder program . Each channel on the pulse reader requires a 0V return switching through 
e.g. a utility meter volt - free relay. The maximum speed that the pulse reader can read is 10msec mark 
ï 10mSec space per channel . Below is the Da ta Builder Icon for pulse input:  
 
 
 
 
 
 
 
 
 
 
 
 
 
Use one of these blocks per channel required in the Data Builder program. The 

count output is stored in the controller memory on the hour and half past the 
hour.  
 
Display the properties for this block to select the channel number and name the 
block. Up to 24 inputs are available to  select from the drop down menu:  
 
 
 
 
The Pulse Reader counts can be checked in the controller by selecting the 
System tab then Pulse Counter. Channel counts can be read from this screen 
and channel counts can be cleared on an individual basis. ó0ô in a channel count 
indicates that channel has had zero counts and the Pulse Reader module is present for that range of channels. 
ó--- ô shows that the Pulse Reader module isnôt present for that range of channels.  
 
 

 
 
 

 

 

 

Reset Input;  
Clears the count output to 0  

Count Output  

Pulse Input  
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RS485 Modbus Adapter (PR0623/ PR0623 -DIN)  

This adapter connects to the USB Host port , where only 1 adapter can be connected to an Intuitive TDB 
controller. Each adapter has 2 RS485 network lines and each network line allows up to 32 Modbus devices. This 
allows for Modbus based devices  to be logged on to the controller provided the appropriate template is present.  
 
Note: This product has been pre - fitted with a termination resistor on both network lines. Please 

ensure that you follow standard RS485 wiring practices when using the adapter as this could have 
a negative effect on communication with the Modbus device.  
 

PR0623  

 
 
 
 
 
 
 
 
 
 
 

PR0623 -DIN  

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
The Modbus adaptor is also available in a DIN rail mounted enclosure;  connections are the same as the PR0623 
adapter shown above.  
 
The adaptor is connected to the controller using a USB type A to type B cable (this is a standard cable 
commonly used with PC printers).  
 
For configuration, see section Modbus USB Setup . 
 

USB Memory Stick  

Inserting a USB memory stick into the USB port  allows the controller to record data at 15 second intervals * . 
Without the use of a memory stick, data is recorded at 15 -minute  intervals and the number of recorded days is 
limited. The USB stick used should be formatted as FAT32. The data saved to the memory stick is encrypted 
and therefore cannot be viewed directly from a PC or Laptop. The Graph function or Export Data option sh ould 
be used to view or obtai n data from the TDB controller.  
 
* Note : 15 second intervals can only be viewed via the graph function, exported data will remain in 15 -minute  
intervals.  
 
When inserting or removing a USB memory stick the controller should be restarted. There are no software 
configuration options for the memory stick and the controller will automatically start logging to the memory 
stick when inserted.  
 
Note:   Only one memory stick is supported.  Using two memory sticks will cause logging issues.  
Note: whenever a TDB program is edited and saved the log data relating to the program before it 
was edited , is removed . 
 
 

Network 1 activity  

Network 2 activity  

Pin 4  

Pin 1  

Pin1 = Screen  

Pin2 = Data A  

Pin3 = Unused  

Pin4 = Data B  
Network  line 2  

Network  line 1 

Pin1 = Screen*  

Pin2 = Data A  

Pin3 = Unused  

Pin4 = Data B  

 

Network  line 1 

Network  line 2  

Type B USB 

connector port 

(USB cable 

supplied)  

 

Pin 1  

Pin 4  
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Default Username & Password  
From Software version V3 .7. 9 the default username and password is unique to every individual panel. The 
specific credentials will be detailed in the documentation that ships with the unit.  
 
The user name will be óinstall ô. 
The password will be óPleaseChange ô followed by the panel ID (found within the log in page). 
 
For example:  install  
  PleaseChangeBC123456  
 
The end user MUST add their own install level user.  
 
These default credentials will only be enabled when accessing the system locally (TouchXL) or from a device 
connected within the systems local subnet. Additionally, If the end user wishes to add the username and 
password óinstallô/ ó1234ô (not recommended), they will also only ever be enabled when accessing locally 
(TouchXL) or from devices within the local subnet.  
 
Note:  
 
In the unlikely event username and/or password is unknown, for example a new service contract is undertaken 
and the previous contractor has not passed across the login credentials, it is possible for RDM Technical 
Support to generate a panel specific, time limited, óONCEô code which allows temporary access to only the TDB 
device in question at install level allowing an engineer to add a new óInstallô level user. To do this RDM requires 
in writing, from the end -user/owner of the  TDB device , permission to pro vide access to the  system . There will 
also be an administration charge for this request.  
 
For further information please contact Technical Support.  
 
If a configuration file from an Intuitive TDB controller with a software version pre v4.2, there is a possibility 
that the user  password  file may not be copied across.  In this case the user will be require d to log in (using  the 
default username and password details above)  and create the users again.  

Repeated Login Failures  

 
As default, the Intuitive TDB has in -built security whereby users are automatically locked out on repeated 
failed log in attempts. The default number of permitted log - in attempts is 5. If this number is reached, the user 
will be locked out for 1 hour. This  feature can be disabled within the Network/ Setup  section.  
 

Intuitive TDB Homepage  
 
Upon first accessing the deviceôs Homepage it will only show minimal details with a log in option, as by default 
óForce CGI Login ô is set to on. Once logged in (or Force CGI is set to off) the deviceôs home page will indicate 
the status of all the I/O. This is because by default, a Data Builder input and output block has been allocated to 
each I/O.  
 
Selecting the óServiceô icon will result in the Service menu being displayed providing all the options for that 
user level.  
 
Note : If an analogue input or other item which does not have a device connected or it is out of range then the 
value shown will be -3200.1 . 
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Custom Home Page  

The default Home Page for the device will default to one of three pages; the Custom Home Page , Layout  or the 
Control Summary page.  Examples are shown below.  
 

  

  
 
For setup, please consult the relevant sections.   
 

Control  

The Control Summary will be the deviceôs default homepage, when there is no layout or Custom Home page 
set up. The óHomeô or óControlô buttons located within the deviceôs main web interface will also take the user 
here from any other page.  
 

 
 
The Control Summary will list all Inputs, Outputs, Parameters  and States which have been configured within 
the TDB program. It will also feature a Watch tab . 
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Watch Tab  

The óWatchô tab will permit the user to view dynamic real time graphing of whichever points the user selects 
from the Inputs, Outputs, Parameters and States.  
 
In order to add items to the óWatchô tab the tick-box next to the desired item must be checked  (see above 
image) . Any of the items found in the Inputs, Outputs, Parameters or States tab can be selected. Performing 

this action will automatically add the item to the óWatchô tab for monitoring. 
 
The selected points are cached to the userôs local machine meaning if the device is accessed by another user 
from a second interface, different items can be chosen.  
 
 

 
 
The graph will automatically scroll, refre shing the data every 15 seconds  and will show traces over a 15 -minute  
window. The graph is time stamped and the user can also temporarily hide certain traces by clicking on the 
name of the control value beneath the graph.  
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Graph  

Clicking on the graph button will display the last 24 hours on the graph. From here the data can be 
interrogated further.  
 

 
 
Initially, the data range shown will be the previous 24hrs. The navigation buttons (ñ<ò and ñ>ò) will jump back 

and forward 24hrs. Or the user can select a specific date range . 
 
 
 
 

 
 
 
The user can interact with the graph to ózoomô into specific time periods.  
 
Using the panel below the main graph (pictured on left) the user can drag 
the markers at each end to zoom to show a shorter period. Furthermore, 
clicking on  the central crosshair the user can easily shift the focal area 
along the time line  (see image below) . 
 
Clicking anywhere on the graph will generate a vertical line and detail the 
individual item ôs value at that point (shown on left) . 
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Select Trace  

To add more traces to the graphing area, click óSelect Traceô. Here the user can add from any of the values 
that the TDB cont roller logs:  
 

 
 
Use the óNextô and óPreviousô buttons to navigate through the list. Clicking on the traces will highlight them 
accordingly and subsequently add them to the graph after the óDraw Graphô has been selected. 
 

Sample Frequency  

If a USB memory stick is being used there will be an additional menu available to select the sample frequency. 

Without the memory stick, the sample frequency will be fixed at 15min. Else, the time period can be reduced 
to 15 seconds.  
 

Absolute or Differential  

The graph can also be used to show the óAbsoluteô values taken from the controllerôs traces. Or if óDifferentialô 
is selected then it will be the difference between values taken at the frequency selected.  
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Graph Period  

To select specific periods of data to be viewed use the óSelect Date Rangeô button. The below will be shown;  
 

 
 
 

 
By using the navigational buttons within the 
calendars, selecting a specific date for óStartô and 
óEndô followed by óDraw Graphô, the graph from the 
period chosen will be represented.  
 
 
Note:   if you make significant changes to the TDB 
program e.g.,  introduce or remove Input/outputs, 
then any previously recorded graph data will not be 
shown. You will be able to access any óoldô data up 
until the point the TDB program was edited by using 
the Export Log Data function.  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

Get Log  

Similar to the Export Data  feature, the óGet Logô button at the bottom of the page can be used to quickly 
download the data currently shown in the graph  area . The time period will be that already chosen for the initial 
viewing of the graph, the user can then select the format the data is downloaded in; CSV, CSV with split Time/ 
Date or HTML.  
 
Note:  Log data will extract all external points in the controller at 15 -minute  intervals.  
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GP Run-On 

When the user clicks on the GP Run -On icon a page similar to the below will be displayed. It lists all the GP 
Timer channels that have been configured to permit óRun-Onô. The page will list the channel details, its current 
status, the allowable override  (run on) time and its finishing time.  

 

 
 

 

GP Run-On Operation  

For a GP Timer channel to appear in this list it must have its óRun-Onô option set to óAllowedô. The maximum 
allowable run -on limit is defined on the site setup page. Enter duration, in minutes, into the desired channel 
and click the óSetô button to enable the run -on.  
 

If a GP timer channel is óOffô, the set button will turn the channel óOnô for the given duration.  
If a GP timer channel is óOnô, the set button will extend the óOnô cycle of the channel for the given 
duration.  
The clear button will cancel any run -on initiated for a given GP Timer channel.  
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Service Menus  

Control  

Set Parameters  

 
 
Clicking on Parameters shows a list of the current operating setting block values within the Data Builder (TDB) 
program. The user can change TDB program parameters from this page.  
 
Once the controller is logged onto a Data Manager any changes required to a setti ng block must be done from 
the óParameters ô option or from the Data Manager and not by editing TDB program as any changes made to a 
setting block here will have no effect. Note:  if the parameter locking features is in use,  then all changes must 
be made from the Data manager.  

Set Timed Parameters  

This page allows parameters to be adjusted to a value for a specified duration in minutes  (maximum 999999 
minutes) , before then changing back to the original value that was set. By pressing on the Timed Parameters 
menu  and selecting the controller with the parameters you wish to alter, the page in the image below will be 
displayed. Change the óValueô of the parameter and type in the óSet Duration (mins)ô field the number of 
minutes for which the parameter should be adjusted to the new value. Then click on óSet Parametersô. 
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Once the parameter and duration have been set, you can go back into the Timed Parameters page or the Set 
Parameters page to cancel the change.  

Timed Parameter Information  

This page lists all the active, pending and historic óTimed Parametersô made from using either the Set Timed 
Parameters function or the Web Services request  óSet Deviceô. Note : For further details on Web Services 
please contact RDM or consult the Web Services document on the RDM website.  

 

 
 

Default Parameters  

The option óDefault Parameters ô is seen when a user changes a parameter in TDB program from the Data 
Manager or via the óParameters ô option. When used, this option will revert the setting blocks back to the 

original values they had, before they were edite d from the Data Manager or via óParameters ô. If you remove 
the controller from a Data Manager network and wish to operate it stand -alone then it is advisable to default 
the parameters before trying to edit the Data Builder program.  

Override s 

The controller offers a facility where the program, which has been written to the device, can be overridden . 
Any Analogue Output, Digital Output or parameter  that is BACnet enabled  can be forced to a specific value/ 
state. Looking at the below screen capture, it shows the general layout. All blocks within the PLC that are able 
to be overridden will be listed. If the item is not BACnet enabled it will not  appear in the list.  They will all be 
as default, óAutomaticô, where they will follow the TDB logic. By setting the override  to óManualô and assigning 
the desired value, it will keep the override  until óAutomaticô is chosen once again.  
 
Note : The override  will also revert to óautomaticô after the device is reset. 
 
 

 
 
Note:  the override s are available via the Data Managerôs interface only when the unit is logged on as a BACnet 
device.  
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GP Timer  

The controller has General Purpose Timer functions, with 100  available channels.  
 

 
 
There are 92 general purpose timer channels and 8 óGlobalô channels.  
 

Use the óAdd schedule ô wizard to aid setting up the channel.  
 
Note:  Global channels cannot be re -named or be set to child  mode. This is particularly useful if web -services 
are going to be used to remotely change a channel time; as the channel name cannot be change inadvertently.  
 
The arrows located at the top left and right of the GP Timer channel screen allows quick navigation to the next 
and previous channels.  
 
At the top of the page there is a button called óShow Programmed Timersô. Pressing this will change the screen 
so that it will only show anything that has been setup. In this state the button will display óShow All Timersô 
which will then show all timers a gain.  
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To program a GP timer click on the channel you want to use.  

 

 
 

The channel should be configured as follows:  -   
 

Channel Type  

Channel type can be selected as either óParentô or óChildô;  
Parent : If selected as a Parent, the timer operates on the selected output(s) and schedule.  
Child : If selected as óChildô, the timer will track the associated Parent with the selected offset periods.  

Channel Name  

The field allows for the timer channel to have a meaningful name.  

Run-On  

Select an option from the drop -down menu; choices are;  
Allowed: Run-on feature allowed to operate on this GP Timer channel.  

Not Allowed : Run -on feature not allowed to operate on this GP Timer channel and GP Timer channel will 
therefore not appear in the Run -On screen.  

Add Schedule Wizard  
Run the óAdd Schedule Wizardô to quickly setup up the channel times. There is a selection of; 
 

Daily  Every day has the same times.  
Weekly  Separate days of the week can be selected and setup.  
Yearly  Used for annual events, such as Christmas Day.  
Once  Used for a once only event.  
Period  Used to create a schedule that trigger s over a  specified period of days.  

 
When the channel has been setup, the type of schedule can be easily identified using the colour key next to the 
calendar.  
 
Each channel can have a maximum of 50 events  (e.g. 1 x Daily, 30 x Once, 10 Yearly & 9 Period schedules)  
 
Note:  Any changes made to the schedule calendar are auto saved.  
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Copying a GPTimer channel  
 
Once a channel has been configured, the user has the option to copy the complete setup (i.e. type, description, 
schedule etc...) or just the schedule.  
 
By right clicking on the Channel number,  they want to repl icate, a dialog box (shown 

right) will display and ask the user if they want to copy the complete channel or just the 
schedule.  Once they have selected the desired option, they will be asked what channel 
they want it copied to and to confirm overwriting t hat channel.  

 
 

GP Timer Report  

Selecting this option allows you to view each GP timer channels programmed times.  
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TDB 

Edit  

 
 
 

 

 

 

Send To Controller  

Use this option to upload a previously created Data Builder 
application into the Controller.  
 

   Note : if there are block types, within the TDB that the 
Intuitive TDB controller does not support, the óred warningô icon 
will appear at the bottom left corner of the CGI web interface. 
When this icon appears, please review your program and consult 
RDM technical support for assistance if required.  
 

Get From Controller  

Use this option to download the current Controller Data Builder file to a PC.  The downloaded file will be aliased 
based on the deviceôs name along with the date and time. E.g. óBoiler1_08_15__12-08 -2020.tdbô 
 

Delete  

Use this option to delete a Data Builder program from the 
Controller  
 
 
 

Restore  

Use this option to restore the last deleted Data Builder file.  
 
 

This is the screen where 
the Data Builder program 
is developed.  
Refer to the óTDBô section 
later in this document for 
information on the Data 
Builder application.  
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Information  

System Log  

 

 
 
Use this option to view the system log. The system log is a record of commands that have been performed on 
the Controller. The system log also shows how many blocks have been used in a PLC program as well as any 
error messages should the maximum number of blocks permitted in a PLC program be exceeded. If the 
maximum number of blocks is exceeded the system log will highlight the number of blocks which the TDB 
program is over. Note:  The controller will save around 300 entries in the system log.  
 

Version  

Here, information relating to the current software version running in the controller is displayed. It will also 
show the software version of the display if there is one attached. Furthermore,  it states whether Wireless/ Wi -
Fi can be activated.   
 

 
 
 



Intuitive V2 & Mini Intuitive TDB  User  Guide 4.7.1 a 

www.resourcedm.com  

35  

Hardware  

 
 
As shown in the above screen shot viewing Hardware allows the user to check IO values for test purposes. It 
also provides a general overview of any other hardware setup, for example if the unit is logging to a memory 
stick or if there is a plant USB Touch screen attached.  

Extension  

 



Intuitive V2 & Mini Intuitive TDB  User  Guide 4.7.1 a 

www.resourcedm.com  

36  

The Extension page will list the current expansion boards configured in the TDB program and their status. The 
óExpected ô column indicates the expansion board configured in the TDB program for that module ID number. If 
óInvalid ô is shown under óExpected ô then no expansion board has been assigned in the TDB program for that 
module ID. The óPresent ô column shows confirmation of the type of expansion board detected by the controller.   
 
With regards to the status column the following applies: -  
 
 

Unused :  Board not defined in TDB program.  
Normal :  Board defined in TDB program and is communicating.  
Error :  Board assign ed in TDB program but the Intuitive  device i s unable to communicate 

with it. Check commôs network. 
Reset :  If this appears on a Stepper expansion module this indicates that a board reset 

command has been sent to overdrive the stepper outputs. If this appears on any 
other Expansion board it indicates the expansion board has had a software reset. 
This is expecte d behaviour, for example, if the Expansion board only has been 
powered off/on.  

 
Clicking on any one of the present expansion boards from the list will result in a screen similar to the one 
below. Here the user can check input and output values for test purposes. If a board is not configured the 
message óBoard Unused ô is shown.  
 

 
 

Note : if a Humidistat display is connected additional Values for S1 & S2 will appear under the Probe heading. 
These account for the built in Humidity and Temperature sensors present in the display connected.  
 

Broadcast Receive List  

Devices running TDB applications have the ability to broadcast values across an IP network. Those devices and 
subsequent blocks set to broadcast, can be viewed in the broadcast receive list. The page will show the TDB 
deviceôs name, block, value and the last time the point updated. If new devices are added to a network 
(broadcasting), the table will automatically update. For more information regarding broadcasting, see the 
individual blocks and the peer to peer  section.  
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Pulse Counter  

If installed the Pulse Reader counts can be checked in the Intuitive device  by selecting the System tab then 
Pulse Counter. The channelôs count can be read from this screen and also cleared on a channel -by -channel  
basis. Please see 8 Channel Pulse Reader (PR0622 / PR0622 DIN) . 
 
 

TouchXL Status  

When a TouchXL Display has been connected to the Intuitive, the status of the connection between them will 
be shown in this screen:  
 

 
 
 

USB Info  

 

This page will detail any USB devices that are currently connected to the Intuitive controller .  It will list items 
like  network adapters).  Below is a list of common  devices that will show on the above page:  -  
 

USB Devices  

 
Modbus USB Adapter  USB Memory Stick  

USB Wifi Adapter  Secondary IP Interface  

RDM 485 Plant TDB Module  USB 4 Port Hub  
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System/ Settings  

Site Setup  

Controller Name  
The text entered in this field will appear at the top of the Intuitive TDBôs webpage. This name is required for 
use with the Peer - to -Peer feature or for uniquely identifying each controller on the network. The Controller 
Name must be entered before the user can setup Alarms . 

Networks to Support  
As default, the intuitive TDB device is configured to óXMLô, allowing communications over the IP network 
transferring XML data to, for example the Data Manager. This will allow the controller to log on to the DMôs 
network as an IP device. To turn this func tion óoffô, select ónoneô instead. 
 
When the óBACnetô feature is enabled (PR0655), it will expand the options to include; BACnet/IP and RDM-
485*. Please consult RDM Technical Support for activation.  
 
Note : Access to the controllerôs web pages via Ethernet port/ USB is always possible regardless of selected 
network.  
All options are listed;  
 

XML:  The Ethernet port will utilise the IP network transferring XML, allowing the 
device to log on to a Data Manager as an IP device.  

BACnet/ IP:  The device will use the BACnet protocol via the Ethernet port to communicate 
over a BACnet network.  

XML and BACnet/ IP:  Uses both XML and BACnet protocols, via the Ethernet port, simultaneously.  
RDM -485*:  Using the RDM 485 Plant TDB comms module (PR0623 -DIN TDB), the device 

will communicate using RDM -485.  
XML and RDM - 485*:  Uses both XML and RDM -485 protocols, simultaneously.  
None:  XML, BACnet and RDM -485 are disabled.  

 
If either BACnet or the RDM -485* networks are selected, they must be configured in the BACnet/ RDM -485 
setup  page.   * Note : RDM -485 network is compatible with DMTouch software V2.5 and above.  

Remote XML  
Remote XML can either be set to óyesô or ónoô. When set to ónoô, the device cannot be logged on to a remote 
Data Manager out with its own subnet. When set to óyesô it will allow it. For example,  this would need to be 
turned on if using the USB Fibre adapter (PR0459 -FIB) or a 2 nd IP adapter (PR0486) to connect to a DMTouch 
on the Eth1 network.  

Web Service Enable  
Option to either enable the Web Services feature or disable it. Note : All Web Services functions (read or write) 

will require authentication when Force CGI is set to óRemoteô. 

CGI Compression  
CGI compression relates to data that is sent to the browser used to view the controllerôs web interface. Data 
from the device can be compressed/ zipped (reducing data size) before sending it to the browser. The field can 
be set for; Off, On or Auto. If uns ure, always leave on óAutoô. 
 

Off :  Never compress any data sent to the browser.  
On :  Always compress data sent to the browser.  
Auto :  The device will detect automatically if the browser can handle compressed data.  

Test Dialout Frequency  
Where the device has been setup on a network, a ótest dial out ô can be sent periodically to aid in highlighting 

communication issues. The value is set in hours and at these time intervals, a dial out  notification is sent to the 
designated modems. For this feature to operate correctly the alarm setup  must be configured.  
Note: This feature does not support email functionality.  

Mimic Authorisation  
When mimics have been setup to view, either on the web interface or the TouchXL, restrictions can be enforced 
to prevent unauthorised users interacting with them, for example pressing override s or moving sliders. Select 
from the following;  
 

Logged - In only :  Only permits interaction of mimics (from TouchXL or web interface) when user is 
logged in.  

Panel :  Permits interaction of mimics without requirement of log in from the TouchXL 
interface.  

Local :  Permits interaction of mimics without requirement of log in via local IP access i.e. 
remote access from within another subnet will require a log in.  

Global :  Allows interactions from any interface without being logged in.  
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Force CGI Login  
Upon viewing the Intuitive TDBôs web page, the óForce CGI loginô feature will dictate whether the user must be 
ólogged inô before they can view the deviceôs home screen (IO list or mimics). The options will be either óoffô or 
óRemoteô. When the option is set to óRemoteô (default) the web CGI will only show minimal details removing 
any logos or site information.  
 

Note : All Web Services functions (read or write) will require authentication when Force CGI is set to óRemoteô. 

Lockout user on repeated failure  
Check this option to automatically lock out users on repeated log in attempts. The default number of permitted 
log - in attempts is 5. If this number is reached, the user will be locked out for 1 hour.  

 

GP Run-on Permission  
Selects the access level permitted to override  a GP timer channel. Choose between; None, Service and Install. 
Once set, only users with this access level or above will be able to override  the GP timer channel.   If set to 
None, then no log in is required.  Note : Please see GP run on  section for details.  
 

GP Run-on Limit (mins)  
Set this to limit the GP Timer run -on period which the end user can enter. (Range is 0 mins to 1440 mins). 
Note : Please see GP run on  section for details.  
 

Default Home Page  
Allows the user to set the home page as the Custom Home page, a created layout or the Control tab showing 
the Inputs and Outputs.   The default is set as the Custom Home page but if nothing has been created it will 
show the Control tab with the Inputs and Outputs.  
 

Web Page Look  
Set the óDefaultô colour scheme the controller uses when the user selects óDefaultô from the connected 
interface. Interfaces to the controller includes PC, Touch XL Display, phone etc.  
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Network/Setup  

This section allows the user to configure and view t he current network and general configuration settings of the 
device.  
 

Ethernet  Interfaces  
 
The Intuitive TDB has the option of having up to two IP Ethernet interfaces; Eth0 and Eth1.  
 

Eth0 Settings  
Eth0 refers to the internal Ethernet port(s). If the device  is connected to a Data Manager IP network, or a 
network which has a DHCP server, use the 3 rotary switches on the controller to set a Network ID. The Data 
Manager or DHCP server will then issue an IP address to the controller. The IP details will show und er the 
current address for interface eth0  (shown  below ) . 
 

 
 
If the device  is to be assigned a static IP address, this must be done either via the deviceôs web pages or the 
LCD display (if fitted). If using the web interface,  the device must be accessed via USB (or Ethernet port if IP 
address is known). Use the fields  to enter the static IP details (address, netmask and gateway). Once ósetô, 
power the controller off and set the 3 rotary switches to ó000ô. When powered on, the stated IP address will be 
associated to the Ethernet port (s) .  
 
When the controller switches are set to 000, you can enter values in all fields. However, once the page is 
saved, the values from the Static Address and Netmask sections will automatically populate the fields above. 
Although the óCurrent Address & Netmaskô fields may appear editable, they are not configurable in this 

mode.  
 
Note:  When power cycling the controller,  please ensure that the USB connection is removed as this will keep 
the controller powered and may stop changes taking affect.  
 

Eth1 Settings  
Eth1 refers to a secondary IP interface. When a secondary IP network adapter has been ordered (PR0 655 -
2ND IP) and inserted into one of the USB ports on the Intuitive (or via a USB hub), the fields for óeth1ô will be 
shown. The network Address, Netmask and Default Gateway are assigned  either by using a DHCP server or 
statically assigning them  by the end user  similar to how eth0 is configured . This will vary depending on the site 
IT configuration.  
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Wi-Fi 
For the controller to communicate via Wi -Fi, along with the adapter, Wi -Fi support must be enabled on the 
controller. Please consult RDM Technical Support for activation.  
 
The controller can log on to a Wi -Fi network either via DHCP or by issuing it a static IP address. To give it a 
static address set the rotary switches to ó000ô. Once powered on, the óNetworkô tab will show the options 

allowing the user to issue an IP address, subnet mask and default gateway address for Wi -Fi. To automatically 
receive an IP address from a DHCP server, the rotary switches must be set to anything b ut ó000ô. 
 

 
 

For the controller to log on to the desired Wi -Fi network, the SSID and the key to the network must be inserted 
in the fields within the Network setup pages. Alternatively, clicking on the óScanô button will list all available 
networks.  
 
Note: For networks that do not broadcast their SSID, toggle the óSSID Hiddenô option, to show/ ignore them. 
Opting to scan for óhiddenô SSIDôs will lengthen the scan time.  
 
Then, simply select the desired network, and enter the associated password*. The SSID and Key would be 
provided by the network administrator. Contact your IT support team should further assistance be required.  
 
Once logged on, the Wi -Fi network signal level will indicate how strong/ weak the signal is.  
 
* Note: Wi -Fi d oes not support WEP security, it supports WEP/WEP2  
 

Global Network Settings  

Current Default Gateway  
There can only be a single gateway for the Intuitive  to communicate via, this can be connected to any one of 
the IP interfaces (eth0, eth1 or wlan0).  

Name servers  
Enter the IP address of the Primary and Secondary name server to enable DNS features. This is required when 
sending emails from the controller where the Mail Server does not have a static IP address and the use of a 
DNS Server is required.  
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Time  

 

 
 
 

No time synchronisation :  Here the current time can be manually entered or if the óGet PC 
Timeô is used the fields will be filled using the current time and 

date from the PC.  
  

Use time from Data Manager :  If the controller is logged onto a front -end system its time clock 
can be synchronized with the Data Manger time clock. Check the 
tick box and press óSet Timeô to enable this feature. 

 
Use time from NTP server :  Here the IP address of an NTP time server can be entered. The 

controller will then synchronise with the NTP server time/date. 
Note : you must seek the permission from the owner of the NTP 
time server before directing the controller to it.  

 
Note  ï If the time or date has been changed the user must restart the controller via the software feature 
óResetô or by powering the unit off/on. 
 
As default the controller operates in GMT and obeys BST when operating stand alone. If the controller is 
connected to a Data Manager,  then its time and date will be synchronised with it.  
 
 

Locale  

From within this menu the device can have its location and language preferences set. Use the drop -down  
menus to select the desired settings.  
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Visibility  

Following the creation (or upload) of a TDB program, the levels of which a user can view specific items (inputs, 
outputs or parameters) can be set. Note : when used in conjunction with the Data Manager (software V2.3 and 
above), these visibility settings will be transferred.  
 

 
 
Within the óUsersô setup page, levels of access can be set to limit access to configuration and settings for the 
specific log - ins. Those user levels are; Install, Service and Site.  
 
When in the Visibility menu, it will list all inputs, outputs and parameters that are in the TDB app. By using the 
radio buttons, choose the level at which the item is visible to the user level. Or completely hide the item from 
altogether.  
Note: This will also affect what can and canôt be viewed by users when viewing through the PR0615 USB 
display.  

SSL Setup  

The TDB device offers the facility to allow SSL (Secure Sockets Layer) encrypted connections, offering a more 
secure link to its IP/URL. As with any SSL server/ client technology there is a strict process to set it up.  
 
Note : To configure this feature requires specialist knowledge, please consult with an IT professional or your 
support team for further assistance if you are unsure.  
 
Entering the feature will show the below page;  
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To begin, click in óAdd New Sanô (Subject Alternative Name). This will allow the user to enter the Initiativeôs IP 
address or hostname used to access it;  
 

 
 
 
Click on óAddô. This will add the URL/IP address to the table. When itôs entered and listed, click on óGenerate 
CSRô (Certificate Signing Request). To which will produce something similar to the below; 
 

 
 
 
The lines of text generated is whatôs required to be sent to the Certificate Authority (CA), therefore copy and 
paste the code into a text file and send it direct to them.  
 
The CA will send back a óCRTô file containing the public and private key pair used for encryption. When 
received, click on óUpload CRTô, select the file and upload. 
 



Intuitive V2 & Mini Intuitive TDB  User  Guide 4.7.1 a 

www.resourcedm.com  

45  

The signing CA should publically make available on their website a trust chain file, use the óUpload CA Chainô to 
upload the file.  
 
Once completed the Intuitive will be accessible using the SSL encryption.  
 
Note 1 : The Intuitive will still be accessible using the 10.255.255.254  address without a certificate, however 
unless the user installs a properly signed certificate as outlined above, most browsers will display warnings and 
security precautions.  
 
Note 2:  Http access will still be available over the standard port 80. When https is used it will also open 
standard port 443 for access.  
 

Letôs Encrypt 

The SSL setup section includes support for Letôs Encrypt. Letôs Encrypt is a service that provides digital 
certificates which are required to enable https connection to websites. Having Letôs Encrypt support has a 
number of advantages as it provides a free , automated, open and transparent solution. To enable this ócheckô 
the box.  
 
Please consult the Letôs Encrypt web site for more details. 
 

Mobile Network Setup  

 
When enabled (part No PR0496 -3G), this 
feature will allow alarms to be sent over a 
mobile data network in the form of an 
email or to a URL (depending on alarm 
setup ). Note : it will not send SMS.  
 
 
 
This page must be filled in for the GSM 
modem to operate correctly and the details 
required, can be found by contacting the 
service provider. Above is an example with 

Vodafone details entered (please note 
these details may be changed at any time 
by the ser vice provider).  
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Alarms/ Export  

Alarm Log  

Alarms created by any alarm block  are recorded in the deviceôs alarm log. Here current alarms are shown as 
well as older alarm history.  Note : Scrolling down the page will continually load older alarms. The maximum 
number of alarms stored is 1024.  
 

 
 

 
Serial :  Each alarm generates a unique serial number. Click on the serial number for more 

information.  
Alarm :  Gives the description of the alarm (Description taken from alarm block which generated 

the alarm).  
Occurred :  Shows the time at which the alarm was generated.  
Cleared :  Shows the time at which the alarm has cleared.  

 
 

Mute All Alarms  

 
When multiple alarm s have been generated from the PLC , they will sound out on a display if connected to the 
intuitive TDB. This function will silence the audible alarm from any displays. Note : it will not clear any alarms 
or prevent them being sent to the modems if setup.  
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Export Data  

Use this feature to extract data ï select the Start Date then End Date and follow the on screen instructions.  
 

 
 
Exporting the Log data will extract all external points in the controller.  By default this is at 15 minute intervals 
but if there is USB memory stick is plugged in the option to export at 15 second logging intervals will appear.  
 
Log data is written to the controllerôs internal memory or a USB memory stick (if used) every 30 minutes, on 
the hour and ½ past the hour. If a software restart is initiated the controller will save any log data to memory 
or a USB memory stick (if fitted),  before restarting thus minimising any possible data loss. The extracted file is 
a compressed ózipô file, use standard windows routines to extract the data you want from the file. Note :  the 
graphical interface or export log feature must be used to view/ext ract data on a USB memory stick as the 
logged data is encrypted.  
 

Auto Export  

 

 
 
This feature allows for logged data to be sent to a remote destination periodically. On viewing this page,  a list 
of the current automatic export schedules will be shown. If no schedules have been configured then óNo export 
jobs currently defined. ô Will be displayed.  
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 



Intuitive V2 & Mini Intuitive TDB  User  Guide 4.7.1 a 

www.resourcedm.com  

48  

Click óAdd New Jobéô to create a new automatic export schedule. A screen similar to the one below will be 
shown.  
 

 
 

 
Type:  Select between Log  Export and  Custom Export . 
 
Frequency:  Select either hourly, 4 hourly, 12 hourly, Daily or Weekly from the drop -down  list. Now 

enter a start time and date.  
Method:  Select from;  

Mail  -  send the data as part of an email. The mail server must be configured.  
FTP -  send data using the File Transfer protocol. See format below.  
HTTP Post*  -  send data using the post function of the HTTP protocol. Enter the URL/ 

IP address of the server that can accept such posts.  
HTTPS Post*  -  send data using the post function of the HTTPS protocol. Enter the URL/ 

IP address of the server that can accept such posts.  
* Note : Prior knowledge of function is required and RDM cannot support setup of a receiving server.  
 
The file format sent will be a compressed CSV file with split date/ time.  
Format of FTP:  username:password@host/path/  

e.g.,  support: 12345@10.1.2.10/receiver/log/  
 

Note : username and password must not contain and non -alpha numeric characters ( }[#> ).  

 
Note 1 : If the automatic export should fail, it will continue to retry, incrementing the period of time between 
retries each time.  
 
Using the custom export option allows the user to define what items are included in the export.  When the 
option is selected the user will see the option  below.  
 

 
 
By pressing Add New Item , a list of available I/O options will appear, allowing you to select and add them. 
Below is an example of the selection popup and how the items will be displayed after being added for a custom 
export.  

mailto:12345@10.1.2.10/receiver/log/
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Mail Setup   

 
 

Sender Setup  

Name:  Name that is appended to the sent alarms.  
Address:  Email address that is appended to the sent alarms.  
Force TLS:  If set to óNoô, then if TLS Authentication fails it will try Plain 

Authentication. If Force TLS is set to óYesô, it will only try TLS 
Authentication.  

Send e -mail directly:  Sends the e -mails directly to the destination server, please note this 
may or may not work depending on the setting of firewalls and e -mail 
servers between the TDB controller and the remote system.  

Send e -mail through server:  Sends the e -mails through an intermediate server. If enabled complete 
the fields required for Server Setup.  

 
 

Server Setup  

Address:  Address of mail server used to send alarms e.g.,  office mail server.  
Port:  Defaults to ó25ô but may be changed if required.  
Authenticate:  This option should be set to óYesô if you need to authenticate when sending a mail.  
Username:  If authentication required enter a valid username for the mail server account.  
Password:  If authentication required enter a valid password.  

 
Note -  Support has been added for TLS v1.2 in TDB Software V4.3. Older versions of TLS are currently still 
available to use however priority will be given to v1.2.  

Modem  Setup  

Any alarm generated from an alarm block  can be sent to up to 6 
modem destinations via the controllerôs IP network connection to a URL 
or email. The RDM software application Monitoring Remote Station 
(MaRS) can be used to receive and view the alarms generated by the 
TDB program. Selecting the óAlarm Setupô tab will display the six 
modems (pictured on right).  
 
Note : There must be a valid óController Nameô entered within the 
Network Setup  page before modems can be setup.  
 
Selecting between modem 1 through to modem 6 will show a page 
similar to the one below.  
 
Note : Once configured, the user can then test the setup, by using the 
Modem/ Mail Alarm test buttons.  
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Address:  Enter the destination URL/ IP or email address for the alarms to be sent. Note:  If a 
domain name is entered, then the Name Server field(s) must be configured under the 
óNetwork ô setup heading. 

Type:  Select from HTTP, HTTPS or Email. Note : HTTP and HTTPS use the post function and prior 
knowledge of setup is required. RDM cannot support setup of a receiving server.  

Retries:  Number of retires before moving on to the next modem address should the alarm fail to 
dial out on the current modem address.  

Period:  Time delay in between each retry.  
Send Clear:  When an alarm is no longer present a óClearô alarm can be sent. Tick to enable this 

feature.  
 
If alarms are to be sent to an e -mail address, the mail server setup must be completed. See: Mail setup  
 
When a modem is set to use either the Http or Https protocol, the alarm is sent as an óxmlô packet. Within the 
packet there are different fields describing the specific alarm, two of which are óControllerô and óAlarmô. These 
fields relate to the Controller  Name (set in network menu ) and the alarm alias within the individual alarm 
blocks (set in TDB application).  It is possible to override  the Controller Name from within the individual alarm 
block  by using the ó#ô symbol in the alias. Within the alarm block, alias it using the format; controller 
name#alarm name.  Note no spaces before or after the # symbol.  

 
Example;  
Alias the alarm block as óDevice Number 23#Over Temperature Alarm ô 
This will define the xml fields as;  
<controller>Device Number 23  
<alarm>Over Temperature Alarm  
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Network  

List  

The TDB device  can log devices onto its own network inte rfaces, specifically via Modbus . For the hardware 
options and basic setup see the USB Devices  and Add Device  sections. Selecting the óListô option from the 
Network tab, will allow the user to browse the devices currently logged on. The Status will only show óNormalô 
or óOfflineô. To view a deviceôs IO values, simply click on the device. 
 

 

Modbus devices will go offline immediately after loss of comms.  
 
Note: No offline alarms will be generated. This can be setup using an analogue device input  block.  
 

Device values  

The following s creen is displayed when the óINV-1ô device is selected from the Device List: 
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Add Device  

The óAdd Deviceô page is available for the user to add Modbus devices to the List of Networked Devices. 
Entering the page, will show a page similar to below:  
 

 
 

Device Type:  Leave as Modbus Device  

Name:  Enter a 6-character  name (Avoid using control characters in the name)  
Type:  Select from the drop -down list  
Modbus Address:  Enter the Modbus Address (Decimal) that you have programmed in to the Modbus 

device.  This number can be up  to 3 digits and must be between 1 ï 247.  
Network Line:  Select the network line that is connected to the device (1 or 2)  

 
Once this table is complete, click on Add Controller to bring the device on - line.  
 
The following Modbus devices  are available to select as standard :  
 

Device  Device  

Flash D Power Mon (4 Wire)  Schneider PM710  

VIP396 Energy Meter  Flash D Power Mon (3 Wire)  

4MOD Pulse Counter  Sirio Energy Meter  

Autometer IC970  VIP396 Energy Meter (IEEE)  

Socomec Diris A20  Shark Energy Meter  

AEM33 Power Monitor  Powerscout  

Enviro ENV901  Enviro ENV900  

RDM Energy Meter  RI -F220  

Nemo 72Le  Rayleigh RI -F300  

RDM Single Energy Meter  RDM Energy Meter (3 Phase) *  

Schneider IEM3255  Hager HGR20C  

Hager HGR41EWC   

 
 
* Note: This is RDMôs latest 3 Phase Energy meter. 
 

Remove Device  
To remove a device, click on the óRemove Device ô tab, select the controller to remove and then click the 
óremove Controller(s) ô button. With wireless mesh devices, as they log on automatically, they must be not be 
connected to the network at the time of removal. Else they will continue to re - log themselves on.  
 

Device values in a TDB program  

To use one of the deviceôs values in a TDB program, an appropriate input block must be used (analogue or 
Digital). RDM recommend the Analogue Device Input Block  as this has an associated óOfflineô function. See 
block description for more details.  
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RDM Bluetooth Wireless Mesh  

From the Service Menu select:  Network/ RDM Bluetooth Wireless Mesh  
 
The following guide should be used to configure an RDM Bluetooth Mesh Base unit for use with an Intuitive TDB 
controller. The Bluetooth mesh base unit can be connected to the Controllers Ethernet network.  
 

 
 
Shown above is an example screenshot from the Intuitive controllers óBluetooth Setupô page. It shows no 
current interfaces in use and a Bluetooth mesh base unit that has not yet been configured.  The first step is to 
set the base unitôs Network number from the óActionô drop down menu and click óGoô. 
 
Once the unit has been added as a network it will list it in the below table.  
 

 
 
From here, select the desired Net ID (0 ï 3) from the drop -down  menu.  
 
Note : Any Bluetooth mesh device to be logged on to the Intuitive controller via this base unit must have its 
network channel switch set to the same Net ID selected for the base unit.  
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Press óSetô to save any changes made. 

 

 
Note : When you setup the unit for the first time you will need to select the ñEnable Add Deviceò button. This 
process will need to be done every time you add another device or replace address of device.  
 

 
Note : The software feature óIntuitive Bluetooth Mesh Software Enablerô (PR0635 ) has to be enabled for  the 
base unit to communicate with the Intuitive controller.  
 
 
For more information on configuration of the Bluetooth Wireless Mesh devices, please consult its respective 
user documentation found on the RDM website.  
 
 
 

Supported Bluetooth  device  information  

 

  PR0650 / PR0680  

Number of Bluetooth devices supported  
 A maximum of  32 Bluetooth devices made up of  a 

maximum of 16 Probes and max imum 16 modules  *  

Number of Bluetooth base units supported   One base unit supported  

Bluetooth Access Points supported   PR0632 -SF & PR0632 -DIN  

Bluetooth Modules supported   PR0631 -2I2O, PR0631 -4I & PR0633  

Bluetooth Repeater Points supported   PR0632 -SF-RPT & PR0632 -SF-RPT-NOPSU 

 

 
* Note:  Any modules set up as repeaters for network traffic do not count towards the total of 16 modules 
allowed to log on.  
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BACnet/ RDM -485 Setup  

When the BACnet option (PR0655 -BAC) is enabled, it will permit the TDB device to communicate over BACnet/ 
IP using the Ethernet ports. Additionally, it also allows the unit to communicate over RDM -485 using the RDM 
485 Plant TDB comms module (PR0623 -DIN TD B). Configuration of both BACnet and RDM -485 networks can be 
carried out within this menu. Note : for the Intuitive TDB to communicate using either BACnet or RDM -485 
protocol ensure it is selected from within the Network  setup pages.  

 

 
 

Device Instance  Unique instance number of the TDB Controller. Default 280028.  
Network Number  Network number the Controller is to communicate on. Default 10280.  
BACnet/ IP Port  Virtual port number for IP protocol to communicate on. Default 47808.  
BACnet/ IP BBMD Address  BACnet Broadcast Management Device IP address  
BACnet/ IP BBMD Port  BACnet Broadcast Management Device Port. Default 47808  
BACnet/ IP BBMD TTL (min)  BACnet Broadcast Management Device Time To Live setting.  

RDM -485* Address  Unique address for the Intuitive TDB device  while communicating over 
RDM-485. Default 126.  

RDM -485* Max Parent  MSTP Max Parent . Default 127.  
RDM -485* Max Info Frames  MSTP Max Info Frames. Default 1.  
RDM -485* Speed  Select the MSTP network speed; 9600 or 38400.  
COV Lifetime  Change of Value period in seconds.  
Save Priority  The BACnet priority field is selectable between 1 and 16. It sets the 

priority level, at which an override  with this priority number or above, 
is treated as a non -volatile parameter ósetô and so will be set and 
saved as that item ôs parameter value. So, when set to a value of 8, 
any override  of priority 8 -16 will be saved as a parameter.  



Intuitive V2 & Mini Intuitive TDB  User  Guide 4.7.1 a 

www.resourcedm.com  

56  

Allow time synch from network  Select from; UTC/ Local; Local; UTC or None. Permits time 
synchronisation from another networked device.  
 

Please refer to the 3 rd  party BACnet client if you are looking for assistance logging the device on. Only users 
with a detailed knowledge of the BACnet protocol should amend these details as altering them can have 
detrimental effects on the communications.  
 
* Note : RDM -485 network is compatible with DMTouch software V2.5 and above.  

BACnet Object IDs  

When the TDB device is config ured for a BACnet network, the I/ O list will automatically be assigned unique 

object IDôs.  In version 4.3.0 and above , within the blocks properties there is the option to  change the BACnet 

ID  and  BACnet Name.  The user can also select if they want  that object  to be included in the BACnet list  by 

using the BACnet enable tick box found in the blocks properties .  

Note : The BACnet Name should be kept to a maximum of 16 characters.  

 

Note: If using a controller with  pre 4.3 software with the desktop editor 2.4.4 and above will result 
in the editor displaying different BACnet IDs than that which will appear on the BACnet network.  
This is due to the software in the controller not being able to recognise the BACnet IDs and Names 
set within the editor.  

BACnet Info  

 

 

 

 

 

 

 

 

 

 

 

 
 
 

This page displays the BACnet information relating to the I/O of the program running within the 

controller.  It displays the object name, object description, object type and also if the object can flag 
as an alarm.  
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Modbus USB Setup  

The Intuitive TDB can communicate to 3 rd  party Modbus devices using the RDM USB Modbus adapter (PR0623). 
When the adapter is connected to the panel this menu allows the user to configure the communication settings 
of the adapter to match that of the device.  
 

 
Data Setup  Options list; Baud Rate, Data Bits, Parity & Stop Bits. Select from;  

¶ 1200, 8, E, 1  
¶ 1200, 8, N, 2  
¶ 2400, 8, E, 1  
¶ 2400, 8, N, 2  
¶ 4800, 8, E, 1  
¶ 4800, 8, N, 2  
¶ 9600, 8, E, 1  
¶ 9600, 8, N, 2  
¶ 19200, 8, E, 1  
¶ 19200, 8, N, 2  
¶ 38400, 8, E, 1  

¶ 38400, 8, N, 2  
Response Wait  Enter a value (x100 ms) the DMTouch should wait before it deems the 3 rd  party 

device as not responding.  
 

Note: -  When the Stop bits are set to 2, the panel will generate two stop bits but will be able handle one or 

two coming back  

Please be aware changes made within the USB setup menu will affect communications to all 3 rd  party Modbus 

devices connected on that adapter ï do not change anything on this page unless fully understood.  

 

The default setting of the Modbus USB adapter is;  

 
Baud rate  9600  Data bits  8 Parity  No Stop Bits  2 

Note : Only ( Issue 3 )  Modbus USB adapters can be configured.  

Type Writer  

For Modbus devices that are not listed in the óAdd Deviceô section, the Type Editor feature allows a user to 
write their own ótype file ô (or template) to allow communications (read only) to a 3rd  party device. For 
successful communications, the device must be compatible with RDMôs USB RS485 dongle (please see the 

configuration section ). The TDB controller can have multiple user -generated types enabled, activated one at a 
time with part number PR0655 -TYP. The Type Editor User Guide can be found in appendix  5. The created user 
type will then be selectable in the óAdd Deviceô Section.  
 
The Modbus template generation feature, Type Editor, requires the user to have a full 
understanding and working knowledge of the Modbus protocol. RDM Technical Support cannot 
provide training or assistance in relation to the Modbus protocol and the command s implemented 
therein.  Support will only be provided to those conversant with Modbus and in relation to the Type 
Editor functionality specifically.  
 
For users unfamiliar with Modbus, RDM provide a template creation service allowing for a template 
to be generated for the 3 rd  party device in question. A nominal fee will apply for each template 
created by RDM   
 
Note: the above process relates to creating óRead Only ô templates. For Read/Write templates please contact 
RDM Technical Support.  
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MQTT Setup  

Once enabled, the Intuitive controller  can be configured as a client to communicate with an MQTT server to 
publish specific Devices and corresponding Items. The controller  can publish a maximum of 250 items in its 
library. The setup page will look similar below;  
 

 

ID   Enter a unique identifier of the Intuitive Controller  

Host  Enter the IP address or URL of the MQTT server. If using a URL, a name 
server must be setup within the Network Setup p age.  

Port   Enter the specific port used in the MQTT server, default is 8883  

Use TLS  Select whether the server uses TLS or not  (up to TLS v1.2 current ly  
supported)  

Verify TLS  Select whether the controller  is to perform a check to confirm the certificate 
of the server is valid.  

Username   Enter the username credentials to authorise the controller  to use the server  

Password   Enter the password cred entials to authorise the controller  to use the server  

Root   Enter the root directory of where the data is to be sent in the server.  

Min Update Freq     By default the panel will push out values on COV (change of Value), if this 

value is set, it will only publish the information at the specified update 

frequency.  

Periodic Update Freq  This setting will allow the DMTouch to publish the items even if there has 

been no change of value.  So if it is set to 20 seconds, if the value hasnôt 

changed after that time, it will publish the information.  

Set retain flag   This sets the retain flag in the MQTT message . 

Note: -  The characters ó<> & ñó óare not permitted in the fields Id, Username, Password and Root.  

Following the configuration of the server, the MQTT library (held in controller ) can be created. To add a device 

and item, click on óAdd New Itemô. Choose from the drop down menu the device and item to be added. 

 

Up to 250 items can be published within the MQTT library held in the controller . Once all settings have been 

configured and following any additional items, click óSaveô to confirm. 
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Modbus Test   

 

This screen allows the user to create a test register that the Intuitive controller  will then send to the connected 
Modbus device.  This allows the user to test if the setup of the device is configured correctly (e.g. network 
settings, addres etc.) and the  check the  registers in the Type Writer and if the values coming back are correct.  

The user would populate the Read, Write, Format and Scaling items and then enter the connection details in 
the Test section as follows : -   
 
Modbus Address:             Enter the Modbus address of the device you are testing.  
 
Network Line:              Enter the network line that the device is connected to in this field.  

 
Test Reply:    The reply from the register being tested will be displayed here.  
 
NOTE:  To use the test feature, the user must first create a blank user type, and then using that type, add the 
Modus device to the Intuitive controller.   This is so that there is an initial Modbus line of communication 
established between the controller  and the Modbus device.  
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Layout/ Display  

Custom Home Page  

When configured the TDB deviceôs Home screen will default to show the Custom Home Page. This can be 
configured from within the Custom Home Page feature. An example is shown below.  
 

 
 

Once the page(s) have been created they will then be viewable from the front page.  If more than one page 
has been created then they can be navigated by either swiping left and right across to page or using the 
arrows at the bottom of the page  

 
Upon entering the Setup page, if nothing has been configured, it will show a blank page with the options listed 
down the left side of the page. If a screen has previously been configured, it will look similar to below.  
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The icons listed on the left of the viewing pane can be dragged and dropped to the desired location. Once 
placed, the individual sections can be edited by double clicking on them. Depending on the selected widget the 
options to configure it will differ. De tails are below.  
 
Up to five different custom pages can be created, with a maximum of 20 widgets in total allowed.  Clicking on 
the number at the top of the page will allow you to set up the different pages.  
 
Note: -  Where min/max/high/low limits settings are available these MUST  be populated for the mimics to 
display correctly.  

Gauge  
 
Value Item :  Select from the drop -down  menu the item to be used.  
Min :  Minimum value the gauge will show  * . 
Max :  Maximum value the gauge will show  * . 
Low :  The low limit that outlines the lower band of the gauge  * . 
High :  The High limit that outlines the high band of the gauge  * . 
Low Band : Select from the drop -down  menu the colour the Low band will 
have.  
Main Band : Select from the drop -down  menu the colour the Main band 
will have.  
High Band : Select from the drop -down  menu the colour the High band 
will have.  
 

* Note: -  These values must be to 1 decimal point (e.g. 20.0)  

Bar  
 
Item x :  Select from the drop -down  menu the item to be used.  
Colour x : Select  the colour for the item to have  
Min :  Minimum value the graph will show.  
Max :  Maximum value the graph will show.  
 
 
 
 

 
 
 

Probe  
 

Value Item : Select from the drop -down  menu the item to be used.  
Min :  Minimum value the probe will show.  
Max :  Maximum value the probe will show.  
Alert :  Select an alarm the probe can be associated to (optional).  
 
 
 
 
 
 
 
 

Graph  
 

Period : Select the frequency the graph updates values. The higher the 
period set the greater the overall time period the graph shows. Select 
between; 15s, 1min, 5min, 15min, 30min and 1hr. Then select if the 
graph should use óAbsoluteô values or óRelativeô.  

  Min :  Minimum value the graph will show.  
  Max :  Maximum value the graph will show.  

Item 1 -4 :  Select from the drop -down  menu the item to be used. Up to 
4 items can be chosen.  
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Summary  
 

 
 
Item :  Select from the drop -down  menu the item to be used.  
 

 

 

 

 

 

Alarms  
 
The Alarms widget will show a quick view of the most recent alarms, the 
size of the window or number of other widgets will dictate how many 
alarms are listed.  
 
 
 
 
 
 
 
 

 

Override  
 
Item :  Select from the drop -down  menu the item to be used.  

 
 
 
 
 
 
 
 
 

 

Threeway  
 
Item :  Select from the drop -down  menu the item to be used.  
 
 
 
 
 
 
 
 
 
 

Slide  
 
Item :  Select from the drop -down  menu the item to be used.  
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Status  
 
 
Item x :  Select from the drop -down  menu the item to be used.  
Colour Off x :  Select the colour for the item to have when óOffô. 
Colour Off x :  Select the colour for the item to have when óOnô. 

 
 
 
 
 
 
 

 

Logo  
 

 
Use the óChangeô option to select an image from a local device (PC) to 
upload. A thumbnail of the image will be shown. Only images of the type; 
png, jpeg, gif can be u sed with a maximum size of 250KB . 
 
Note : Only one logo can be used on the customised home pages.  
 
 
 
 
 

 
Once the page(s) have been created they will then be viewable from the front page.   
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Manage Layouts  

This utility is used to upload and configure pre -prepared layouts created on the RDM Layout editor program. To 
upload a layout, click on óUpload Layoutô and select it from within your PC. 
 
Note : The feature will support the upload of a single layout. F or more information on creating layouts, please 
consult relevant documentation or your RDM accounts manager.  

 

 
 
 
 
Once uploaded, there are a number of options;  
 

Configure  Option to alias the layout. This name will appear on the tab in the main page.  
Get  This option allows the layout to be downloaded to the userôs PC. 
Remove  Select this option to permanently remove the layout from the device . Note: 

Once removed the layout cannot be recovered.  
Preview  Use this option for a quick view of the selected layout without leaving the setup 

page.  
 

 
 
Note 1 : The Intuitive V2 / Min i will support the LE3 mimics; Two -way ; Slide; Three -way . 
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Internal Screen Setup  

The controller can be specified with a colour LCD display built in, this display allows a maximum of 6 pages of 
information to be displayed with a maximum of four values on each page. The values displayed can be in the 
form of a gauge, line graph, bar grap h or a numerical value, an example of each is shown below.  
  
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

LCD Display Setup  

From the service menu select ósystemô followed by óLCD Display Setupô, here there are three set up 
parameters:  
 

Screen Home (mins):  After this time period of inactivity (no button presses) the screen will revert to 
the home page.  Maximum time of 99 mins.  

Screen Off (mins):  After this time period of inactivity the display will switch off automatically.  
Maximum time of 30 mins  

Set Parameters Allowed:  If this is selected then controller parameters can be altered using the inbuilt 
display.  

LCD Display Layout  

From the service menu select ósystemô followed by óLCD Display Layoutô, here the display layout can be 
customised, a maximum of 6 different screens can be set up.  
 
Note: -  Where min/max/high/low limits settings are available these MUST be populated for the mimics to 
display correctly.  

 
 
 
 
 
To add a new screen click óAddô. A 
blank selection screen will be shown 
(see left), double clicking on the 
blank area will produce a drop 
down box (see right).  
From the drop down box gauge, 

value, graph or bar can be selected.  
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Gauge  

Gauge Value:  Select an analogue value from the TDB 
program that is to be shown in gauge form.  

 
Min:  This is the minimum value that the gauge 

can display. It can be either selected from 

the drop -down  list of analogue parameters 
within the TDB program or entered 
manually in the field.  

 
Max:  This is the maximum value that the gauge 

can display. It can be either selected from 
the drop -down  list of analogue parameters 
within the TDB program or entered 
manually in the field.  

 
Low:  This selects a low region on the gauge 

where the colour changes, for example a 
low -pressure  region. The area between the 
min value and the low value will then be the 
colour selected in the óLow Colour ô 
parameter.  

 
High:  This selects a region on the gauge where 

the colour changes, for example a high -
pressure  region. The area between the max 
value and the high value will then be the 
colour selected in the óHigh Colour ô 
parameter.  

 

Value  

Value:  Selects up to four analogue values from the 
TDB program that can be shown in the 
form of text.  

 
 
 
 
 
 
 
 
 

Graph  

Value:  Selects up to four analogue values from the TDB 
program that can be shown in the form of a real 
time graph.  

 
Min:  This is the minimum value that the graph can 

display. It can be either selected from the drop 
down list of analogue parameters within the TDB 
program or entered manually in the field.  

 
Max:  This is the maximum value that the graph can 

display. It can be either selected from the drop 
down list of analogue parameters within the TDB 
program or entered manually in the field.  

 
Period:  Selects the sample period of the graph, the 

controller will automatically scale the horizontal 
axis of the graph to match this sample period.  

 
Absolute:  Selects whether the graph will display an 

absolute value or relative value. Relative will 
show how much the value has changed and not 
what the actual value is.  
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Bar  

Value:  Selects up to four analogue values from the TDB 
program that can be shown in the form of a bar 
graph.  

 
Min:  This is the minimum value that the bar graph can 

display. It can be either selected from the drop -
down  list of analogue parameters within the TDB 
program or entered manually in the field.  

 
Max:  This is the maximum value that the bar graph can 

display. It can be either selected from the drop -
down  list of analogue parameters within the TDB 
program or entered manually in the field.  

 

 

Screen Alarms  

The óScreen Alarmsô menu is only for use with the TouchXL display and does not affect any other type of 
display attached to the Intuitive TDB Controller. From within the TDB editor, the user can utilise the Alarm 
Block  to generate alarms under certain conditions. These óalarmsô (if any) will be listed in the Screen Alarmsô 
menu offer ing the option of óyesô or ónoô: 
 

 
 

If  the alarm is not enabled, when activated, it will not be ópushedô to any of the TouchXLôs screens. It will still 
follow all other alarm actions (e.g. log and sen d to any modems setup). If  the alarm is enabled, it will be 
pushed to all TouchXLôs screens attached to the controller. 
 
 
In addition to the alarm showing on the screen itself, the TouchXLôs LED will show red and the sounder will 
alarm. It will remain in this state until the alarm has cleared or óMutedô on the display. Note : Muting an alarm 
on one TouchXL will mute it on any other connected TouchXL device.  

Users  

List  

Allows for current user names and their passwords to be edited  or deleted . By selecting óEditô it will allow the 
User name, Level and password to be amended , the editing page will match that of the óAddô section shown 
below . If óDelete óis pressed then that user will be deleted.  Note:  A warning will appear i f the user  tr ies  to 
remove the current  user  logged in  
 

Add  

Provide s the ability to g enerate U ser  Names and Passwords /  Pins for new users.  Both  the User Name a nd 
Password/ Pin must be unique for each user . Select between Install and Service level. Install level can access 
all options. Service can access all options apart from ;  Edit ;  Send to controller ; Get from controller;  Delete ;  
Restore and Factory defaults option.  A maximum of 10 users can be added.  
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Note:  A fully numerical  ópinô is necessary to access the device via the USB Plant Touchscreen . Please be aware 
this is entered within the same field as password.  So for example, to access the device via a web browser or 
connected TouchXL the user name and password could be óTechSupportô and óTechPasswordô. 
 
Whereas to access the device via the USB Plant Touchscreen, the user name and pin could be for example óUSB 
display ô and ó123456 ô (PIN shown as an example only ). This  would then indicate what has been changed from 
the USB Plant Touch Display  within the system log.  
 
No Remote Access: This option w ill only permit the user to log on to the systemôs CGI via a device ( e.g.,  PC 
or TouchXL) connected locally within the same IP subnet.  

Login Activity  

This feature offers details on user login activity. It lists all users that have logged in to the device, their last 
login and how often they have.  Users can click on the columns headers to sort as required.  
 

 

If a user has been locked out of the device on account of multiple incorrect password attempts,  they will be 

shown in the table along with the time they are locked out until. The Login Activity page is only accessible 

when logged in as an install level user and only an install level user can óUnlockô the account prior to the time 

expiring.  

To remove the óLockout on repeated failuresô please see the Network/ Setup  page.  
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Maintenance  

System Config  

Outlines a list of all features active on the controller. Note : once a feature has been activated it will fill the tick 
box of that feature.  
 

Add Feature  

When viewing the add feature page it will offer a óSystem Keyô. When having a feature activated this system 
key should be quoted. In return, RDM support will offer an activation number that can be entered to have the 
specified feature activated.  

Reset  

This will allow for a manual software restart of the controller and should be used as an alternative to power 
cycling the unit to achieve a restart.  
 

Save Config  

This allows for the controller setup to be copied and saved to a file. If a  Plant  Touchscreen display is connected 
to the Controller when using the Save Config feature then any Custom page configured in the display will also 
be saved. Note :  the TDB program currently operating within the controller is not copied by this feature.  
 

Restore Config  

This allows for a previously saved configuration, from another controller, to be uploaded.  Only configurations 
taken from a similar device type can be restored. E.g.,  Mini TDB to a Mini TDB. Customised home page, layouts 
and custom pages (created from within the Plant Touch screen) will be included.  Saving the configuration from 
a different device type and trying to upload it , for example an Intuitive V2 to a TouchXL TDB  is not supported.  

Upgrade  

Allows for the controller application software to be upgraded. Please contact RDM Technical support for further 
details.  
 
Note : When upgrading from any version below V4.x.x any previously configured mimics will be removed. To 
set up new mimics please consult the Custom Home Page  section.  
 

Factory Settings  

Note : use with caution.   This feature will configure the controller back to factory default settings. All current 
settings, data and TDB programs will be deleted. This process is irreversible.  

USB Display  
  
The óUSB Displayô section refers to the USB Touch Screen (PR0615 only), when attached. For details, please 
refer to the Touchscreen Display  section.  
 

Reset  

Allows the display to be reset without resetting the plant controller.  
 

Calibrate  

Forces the display into calibration mode, calibration can then be carried out on the display (see Plant Controller 
Touchscreen Display user guide). This function can be used if the display has been calibrated incorrectly and 
has become unusable as a result .  

Data Manager Type Files  
 
Once logged onto a Data Manager, if subsequent changes are made to the PLC program running in the 
controller, (e.g. an additional probe input is mapped) this will result in the generation of a ne w type file for the 
controller.  
 
The same is also true (Type file change) if the device is upgraded.  
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Getting started  ï TDB 
 
When logged in, go to the Service menu, then óTDBô and click on óEditô. 
 
The editor utilises JavaScript and can be accessed via any internet browser  such as Chrome or Edge for 
example.  
 
The Data Builder Work page will be displayed along with the current program. As default the IO list (Digital 
Inputs, Analogue Inputs etc.), will be shown.  Each of the Controller inputs and outputs  shown on the canvas  
has a corresponding Data Builder block allocated. These can be used to start developing your application.  
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
A description of each section  shown in the screenshot  is outlined below:  
 

File Tab  

New Page  

Click this to create a new page on the program. This will bring up the pages tab where a new page name can 
be entered and then the return key pressed on the keyboard to create the new page.         
 

Item Order  

This allows the user to  manually  change the item order of all visible blocks as they will appear within the 
ñControlò section of the controller. This can be changed by choosing the required section from the header at 
the top, i.e. whether it is an input, output or parameter and then  left clicking and dragging the desired item up 
or down the list as required. Click ñSaveò to keep changes, or ñCancelò to exit. 

Revision History  

Revisions can be added, edited or deleted from here. Clicking on ñNewò will bring up the fields required to add 

a new revision line. By clicking on a previous revision line, ñEditò can be used to make any changes required. 
To use the delete button, click o n a revision line first and then click this to remove it. Clicking on ñSaveò will 
store the changes, ñCancelò will exit the menu. 
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Save to Controller  

This will allow the program t o be saved to the controller. Once clicked, below will be shown.  
 
Read Password:  Prevents a user from viewing the TDB program within the controller unless a valid Read 
password is entered first.  

 
Edit Password:  Allows a user to view 
the TDB program within the controller 
but not make changes to the program 
unless a valid Edit password is entered.  
 
Note:  The Read and Edit features can 
be used in conjunction with each other.  
 
 
The password fields can either be filled 
and ñConfirmò used to save the 
program and  create passwords for the 
program  as above , or left blank and 
ñConfirmò pressed to save the changes 
made to the controller without setting a 
password.  
 
 ñCancelò can be used to exit the menu 
without making any changes.  
 
 

Settings  

After selecting this option, the settings tab will open 
displaying ñGeneralò and ñExpansion Boardsò. Click on 
these options to expand them, as shown to the right.  

 
Description  Enter a suitable description* 

for the TDB program created.  If 
the device is logged on to a 
DMTouch, this will be the 
associated description within 
the Device List.  

 
Temperature Units  Select between Degrees Celsius 

or Fahrenheit operation from 
the drop -down  list.  

 
Refresh Timeout  Enter a time in seconds. This is 

used with certain TDB blocks 
such as Network Inputs.  

 
Status Input Type  This is a global parameter. 

Define the operation of the 
Status inputs to detect either 
0V Return or 24Vac. If set to 
24V the controller will detect 
the presence or removal of 
24Vac only and will ignore 0V 
return. If set to 0V the status 
inputs will trigger  on either 0V 
return or 24V.  

 
* Note : If the description contains the text ómonitorô and 
is logged on to a DMTouch, the DMTouch will treat the 
device as a monitor. When deemed a monitor, some 
functionality may differ, for example the end user will not 
be able to óinhibitô the device from the Front -End Panel.  
 
For information on expansion boards, please see section 
Connecting an Expansion Board to an Intuitive TDB device . 
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View Tab  
 
Within this dropdown menu, the user can:  
 
 -  Choose to show the names of each block or not  
 -  Choose to show the grid or not  

 -  Enable/disable Snap to  Grid. While enabled, when placing or moving blocks, they will snap to the 
  closest  point of the grid  on the canvas.  
 
Each of the options above are selected or deselected by left -clicking on them, a check mark will denote if they 
are active.  
 

About Tab  

Will display information regarding the TDB such as the current version.  
 

Block Count  

Shows the current number of blocks used in the program.  The maximum number of blocks an Intuitive TDB 
device can have is 10,000. A maximum of 2000 items (I/O, states & parameters) can be made visible.  
Note:  Anything added to the TDB p rogram  counts as a block (e.g. lines, static text, shortcuts etc.)  
 

Online Mode  

Left click on this icon to use óOnline Modeô which allows the user to see how the program is operating in real 
time.  This item will only function with órunningô programs. Once online, rolling the mouse over start or end 
points will return the value at that point. Left clicking on this button while in online mode will switch back to 
edit mode.  This can be a useful tool to prove program logic or in any fault finding that may need to be carried 
out.  
 

Search  

Will bring up a search bar which can be used to find specific blocks placed using its full name.  Type the name 
of the block into the search bar and then press the return key on the keyboard. The requested block will then 
be highlighted in the program. Click the ñXò to close. 
 

Toolbox  

Brings up the toolbox, which contains all of the blocks that can be placed in the program.  
 

 
 
Clicking on each menu header will expand that menu and display the blocks in that section, which are detailed 
further in this manual. Clicking on the header again will minimise that section.  
 
Click the arrow beside the óToolboxô header to close the toolbox. 
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Pages 

The user can view, add, delete and rename the pages from this section.  
 
All pages will be displayed here, right clicking on one will allow the page to either be renamed or deleted. 
Please note, that if only one page present, delete cannot be used.  
 

To add a new page, the ñ+ò to the top right of the óPagesô menu is used. This will create a new line on the page 
where the name should be entered, the return key pressed on the keyboard and then the user will be taken to 
the newly created page.  
 
The arrow next to the óPagesô header is used to close the menu. 

Current Selection Indicator  

Displays what block is currently selected and what will be placed if the user left -clicks on the canvas with their 
mouse.  
 
With the box showing as blank, no block is currently selected and the mouse pointer can be used for general 
editing  and navigation . In order to set this to blank after placing blocks previously, left click on the box.  

The Data Builder for the Intuitive Range  
 
The Data Builder (TDB) is a user - friendly programming tool for developing applications to run on an Intuitive 
TDB device . The Data Builder has a vast library of functional parts that allow the user to build simple or 
sophisticated applications, which can be run on the Controller. An óon- lineô option allows the user to view the 
application and its ô values in real - time during operation.  

Control Summary ï Ordering  

Automatic  

The inputs and outputs are listed,  in the control summary, as they appear in the actual PLC program. Priority is 
given to the blocks as they appear from left to right. If two blocks share the same óX-axis coordinatesô then 
priority is given to the block that appears first when viewed from top to bottom. An example is shown below.  
 

 
 
 

 
 

 
 
As shown above óDigital Input 1 ô appears first in the control summary as it is the first block to appear when 
viewing from left to right. óDigital Output 2 ô appears at the top of the control summary table as both blocks are 
equally  placed from left to right but óDigital Output 2 ô appears first when viewed top to bottom.  
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Manual  

The Inputs, Outputs and Parameter order listings can be changed manually if required.  This can be done via 
the method outlined in the section Item Order . 

Designing the Application  

General editing principles  

Mouse Action  Result  

Left double click on object  Opens object properties box  

Left click and hold -drag - release  Moves object  

Left click on canvas, hold -drag - release (with selection 
pointer)  

Selects the objects under the selection area.  

 
 

Left click hold -drag - release on wire connection points 
(nodes)  
Blue points to blue, or red to red  
 
Note: Red to blue and blue to red connections are not 
allowed  
 
 
 

Wire objects point to point  
 
 

 
 

Left click hold -drag - release on wire connection, then 
workspace (not a node)  

Unwires object  

Right click on object  
 
 
 
 
 

Sub menu:  
 
 
 
 
 
 
 

Mouse scroll up and down  Zoom in and out  

Press and hold Mouse scroll button and drag  Navigates around the program canvas  

 

Allowable Characters  

IMPORTANT NOTE:  
 
Any text used to name a block within TDB editor must be alphanumeric and cannot use non -standard English 

characters, for example, A b c D X y Z are allowable, -  + : $ ╫  are not. Blocks with non -alphanumeric 

characters contained in them may not operate correctly.  
Text blocks used in a program do not have any functional use, so are not affected by non -alphanumeric 
characters.  
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Connecting an Expansion Board to an Intuitiv e TDB device  

CANbus cable specification and wiring  

 
CANbus communication cable must  be of a standard to meet ISO11898 (PR0649) or equivalent and the screen 
cable must  be connected.  
 
Firstly wire the CANbus network from the device  to each Expansion board. Note:  end of line termination 
resistors must be used on the CANbus network. The Intuitive has a termination resistor built i n which is 
selected by a jumper*.  The termination jumper must be set on the first device and last device in the network 
chain.  
 
* Note :  if using an older Plant Expansion,  they require  a resistor to be connected across the CANbus network 
connections. The resistor should be fitted to the CANbus network connector across the CAN High pin and the 
CAN Low pin. The termination resistor value required is a 120 Ohm and must have a tolerance of +/ -  1% or 
better.  
 

The network should be wired in a daisy chain configuration  where o nly one Intuitive should be connected to a 
single CANbus network. The maximum allowable network cable length is 500M in total from one end of the 
network to the other providing a CANbus network cable which meets ISO11898 or equivalent is used.  
 
A maximum of 10 expansion boards can be connected to a single Intuitive TDB device . When connecting an 
expansion board to an Intuitive  TDB or another Expansion board the following should be observed.  
 
 

Intuitive/ Expansion Board    Expansion Board  
 
CAN High   Connects to   CAN High  
Screen    Connects to   Screen  
CAN Low   Connects to   CAN Low  
Ground    Not Connected   Ground  

 

End of Line Termination Resistor  

 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

The end of line 
termination resistor 
link should be fitted to 
the middle and bottom 
pins on the Main 
control board and  on  
the last expansion 
board on the CANbus 
network. All other 
expansion boards 
should have the link 
removed or fitted to 
the middle and top 
pins.  
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Basic Setup  

Set the Module ID rotary switch on each Expansion board to a 
unique number between 0 and 9.  
 
Now connect to the Intuitive TDB  device . Login to the web 
interface, navigate to the óTDBô heading and select óEditô. Then 

within the óFileô tab, select Settings. 
 
After expanding the Expansion Boards menu, a  screen similar to 
the one on the right will be shown.   
 
Expansion Boards 1 through to 10 will be shown.  Please note, the 
scroll bar to the right of the box can be used to see all available 
boards.  Use the drop -down  box to define the Expansion boards 
currently connected to the Intuitive  and the ir  board positions. 
Select between Plant IO, Plan t Stepper IO, Plant Probe 48, Plant 5 
Relay/ 4 Analogue - In , Plant 4 Relay/ 4 Univ , Plant Mini IO and 
Plant Stepper IO Auto Close.  
 
Board 1 equates to an Expansion board with a Module ID of 
1. Board 10 Equates to an Expansion board which has a 
Module ID of 0.  
 
The Inputs/ Outputs for these boards will now be available to 
select in the TDB editor.  
 
Note:  I f Expansion boards are not configured in the TDB program, 
as outlined above, then they will be reported as óUnusedô on the 
Extension  webpage, found under the óInformation ô heading, even if 
they are powered and connected to the CANbus network.  
 
To map a Remote Display connection to an expansion board, right 
click on any display block present in the TDB program and select 
the expansion boardôs number. 
 

Configuring an Expansion Board Input or Output  

 
Firstly setup and connect the required 
Expansion boards to the controller as per 
the instructions above. Place the desired 
Analogue or Digital Input or Output block 
into the TDB program and view its 
properties. Shown is a Digital output  block 
from an example TDB controller.  
 
Note :  Analogue  Outputs, Digital Inputs 
and Digital Outputs are similarly 
configured.  
 
Click on the Board option from the Digital 
output  and select the desired Expansion 
board from the drop -down  list. The 
description assigned to the board will 
update once a selection has been made. 
The Board menu is a list of the current 
configured Expansion boards. Each Board 
will display with the description and then 
Board number (0 -10 ) in brackets next to it.  
Board 0 will be the controller and 1 -10 will 
be expansion boards.  
 
In the example opposite a number of 
boards have been configured for the TDB 
controller as p er above . Once all the Inputs 
and Outputs for a given Expansion board 
have been selected and mapped to TDB blocks the associated Expansion board will no longer appear in the 
board list.  
 
Note : the boards chosen in the example are for demonstration purposes only.  
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Once the desired Expansion board has been selected, 
use the Output  option to select the required Output  from 
the Expansion board.  
 
Stepper, IO Expansion and 5 relay/ 4 analogue in boards 
have Universal IO available for use. Each Universal IO* 
can be set as the following:  
 
¶ 0-10 Volts DC Input or Analogue Input Block  
¶ 0-10 Volts DC Output or Analogue Output Block  
¶ 4-20ma Output or Analogue  Output Block  
¶ 4-20mA Input  or Analogue Input Block  
 
* Note : the plant 5 relay/ 4 analogue input Universal IO 
can only be set to inputs.  
 
Please refer to the appropriate Expansion board user 
document for further details  

 
 

 
 
 
When using a Universal IO configured as an Input click on the óDefine ô option to configure the Universal IO. Use 
the Input Mode to select between 0 -10V Input or 4 -20mA Input. See the block for more specific details.  Use 
the scroll bar to the right of the box to view and interact with the óDefineô option by left clicking on it and 
scrolling up or down.  
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Building an Application Example  

Using the tools provided in the toolbox, place, drag and drop blocks onto the workspace to form the 
application. Connect the objectsô inputs and outputs using the wire connections (see General Editing 
principles ). Using the properties box, set the appropriate values.  
 
Once the design is complete, Save to Controller . 

                 Frost Alarm Example  
   
The diagram to the right shows a simple 
Data Builder application for a frost alarm. 
An outside temperature probe is connected 
to an analogue input and this is compared 
to a frost set -point. If the temperature goes 
below this set point (using a less than 
block) the output of the le ss than block 
goes on. This goes to the alarm block that 
has a delay of 10 minutes. If the signal is 
still on after the 10 minutes, the relay will 
be energised.  

Configuring the Blocks  

Each type of block has an associated properties box, us e this to configure the block.   
 

Properties Box  

An example of a properties box assigned to a fixed Input is 
shown opposite.  Please note, scroll bar may  need to be used 
to see all options.  
 

Name  Type in the name of the item or leave 
the default name.  

 
Internal   Check this box to keep the item 

internal (Does not get displayed on 
the values page when ne twork ed to a 
Data Manager). Uncheck this box if 
you want the value to be displayed.  

 
Broadcast  Tick Broadcast to make this value 

available to other TDB devices on the 
same IP Network. Please see Peer to 
Peer Communication  section.  

 
Min  / Max  Minimum  and Maximum  value that will 

be displayed on web page summary 
screen and Data Manager (DM) values 
column after which ó????ô will be 
shown.   

 
Scale  In the drop -down  box, select from the 

following;  
1-value displayed as whole numbers 
only  
0.1 -value displayed to 1 decimal place  
0.01 -value displayed to 2 decimal 
places  
60  used for hrs:min to use scale of 
60 seconds  

 
These will appear in the DM and in the controller web 
page value columns  
 
 

Example:  Set for 0.1 will appear as value like 
23.4  
Set for 1.0 will appear as value like 23  

 
 
Units  Select the desired units  from the drop -down menu if required.  
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Low/High  These are adjustable limits the user can set and if the inputôs value goes out with them, 

the value will automatically take the óDefaultô value. 
 
Default  Static value the input will display if the input goes out with the Low/ High limits.  
 
Type  Select between óFixedô or óNetworkô. For all hard -wired  inputs use fixed. See individual 

block properties for details of when to use óNetworkô. 
 
Board  Depending on the configuration, select either the Intuitive or corresponding expansion 

board  the input is attached.  
 
Input  Select the corresponding input/ output available from the chosen board.  
 
Probe  Select the probe type used in the input.  
 
BACnet  Check this box so that the Input or Output is included in the BACnet list  
 
BACnet ID/Name  Type in the ID and Name that is to appear in the BACnet list.  
 
 
Click Save  to save any changes or Close  to exit without saving.  

Password Protected Programs  
If a program has been given a read or edit password, this will need to be entered upon clicking on the óEditô 
option within the óTDBô menu of the controller. If a read password has been set, the following screen will be 
shown after doing so.  
 

 
The password should be entered and then óOKô left clicked to view the program. 
 
If an edit password has been set, the óFileô tab button will be unavailable to interact with 
and the toolbox icon will display with a red padlock next to it as shown.   
 
Left -click on this icon where the user will then be prompted to enter the edit password and 
click óOKô to allow editing. 

Naming Blocks  
Any block that generates an external input or output, parameter or certain blocks that carry out saves 
internally that are placed in the program , will require a unique name given. If two or more blocks are placed 
with the same name, a warning message similar to below will be displayed when trying to save the program.  

 
Any naming conflicts will need to be corrected before the program can be saved.  This could be done by using 
the search bar to find the blocks in question and changing the name as required. Any block that has the option 
to set to óInternalô and is set as such, will not be subject to a naming conflict check. 
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Toolbox Menu Items  
 
Selection of building blocks is achieved by  left clicking on the Toolbox icon  and then left clicking on a sub menu 
to expand it . Left clicking on a block will select it and then  left clicking on the workspace will drop the item. 
Further left clicks will give more of the same item. To select another item, repeat the procedure. To minimise a 
sub menu, left click on the sub menu header again.  
 
The sub -menu choices and blocks available within are:  
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 

ü IO  
o Analog In     
o Analog Out  
o Digital In  
o Digital Out  
o Analog Sensor  
o Analog Device Input  
o Network Analogue In  
o Network Digital In  
o Nw Param  
o Drop List  
o Pack Broadcast  
o CT Monitor/ CT Monitor 2  
o Pulse Input  
o GP Timer Block  
o GP Timer 2 Block  
o GP Timer 3 Block  
o GP Timer 4 Block  
o Defrost Signal  
o Pack/ Rack Optimisation  
o State Block  
o Plant Display Block  
o Intuitive V2 Display Block   
o Humidistat Display Block  
o Humidistat 2 Display Block  
o Air Quality Wall block  
o Coldroom Display Block  
o Mercury Display Block  
o Mercury 2 Display Block  

 

ü Logic  
o 2-AND Block  
o 3-AND Block  
o 4-AND Block  
o 2-OR Block  
o 3-OR Block  
o 4-OR Block  
o NOT Block  
o XOR Block  

 

ü Mathematical  
o Add  
o Subtract  
o Multiply  
o Divide  
o Absolute  
o X Power Y  
o Min Block  
o Max Block  
o Equals Block  
o Less-Than Block  
o Greater -Than Block  
o Less-Than -Or-Equals Block  
o Greater -Than -Or-Equals Block  
o 2-Average Block  
o 3-Average Block  
o 4-Average Block  
o Limit Block  
o In Range Block  
o Min/Max/Avg Block  
o Filter Block  
o Accumulator  
o Algebra  

 

ü Time  
o Delay On Timer  
o Pulse Timer  
o Heartbeat  
o Run On Block  
o Run Hours Block  
o Change Over 

Block  
o Pump Block  
o Match Date  
o Date Time Block  
o Summer Winter  

o Daylight Block  
o Time Block  
o Schedule Block  
o Day of Week  

 

ü Functional  
o Alarm Block  
o Analog Switch  
o 2-Way Switch  
o Analog Store  
o Pulse Counter  
o D-Type Latch  
o SR Latch  
o Digital Edge  
o Analog Edge  
o Syslog  
o Push text  
o Reverse On/Off / Reverse On/Off 2  
o Direct On/Off / Direct On/Off 2  
o Direct PID / Direct PID 2  
o Reverse PID / Reverse PID 2  
o Performance  
o Levels Block  
o Occupancy Optimisation  
o Occupancy Optimisation 2 
o P to T / P to T 2 (Pressure to 

Temperature)  
o Comfort Block  
o Offline Indicator  
o Display Cascade Block  
o Display Override  Block  
o Display 3 -Way Block  
o Display Slide Block  

 

ü Diagnostic  
o Analog Display Block  
o Digital Display Block  

 

 

ü Miscellaneous  
o Setting Block  
o Shortcut Block  
o Static Text  
o Code Block  
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Miscellaneous  

Setting Block   

Left click on this icon to use a setting, left click on the workspace to drop a ósettingô. Further left clicks will 
continue to give this option.  Once the ósetting blockô is on the workspace, it can be configured with a value of 
your choice. See configuring Setting blocks  

Shortcut   

Left click on this icon to use a shortcut, left click on the workspace to drop a óshortcutô. Further left clicks will 
continue to give this option.  Once the óshortcut blockô is on the workspace, it can be edited with links of your 
choice. See configuring the shortcuts  

Static Text           

Left click on the item to use static text, left click on the workspace to drop a óstatic text ô line. Further left clicks 
will continue to give this option.  Once the óstatic text block ô is on the workspace, it can be edited with text of 
your choice  by opening the properties.  

Code Block  

Icon  Properties  

 

The code block can be used to carry out mathematical functions using multiple inputs to 
return multiple or singular outputs. This block 
can be utilised to help reduce the number  of 
blocks used in a program by allowing for 
processes that are used multiple times in a 
program to be carried out within one block , as 
shown in section Code Block Use . 
 
Note:  For further information and more 
complex example of the code blockôs 
functionality, please see section Code Block 
Use. 
 
Inputs and Outputs  
Inputs and outputs are added to the block 
using the ñAdd Inputò and ñAdd Outputò 
buttons. They can then be set to either óDigitalô 
or óAnalogô via clicking on the type colour icon ï 
blue for Digital, red for Analog.  The recycle bin 
icon  beside each input or output removes it. 
Please note, that in order to delete an input or 
output, all others in that category below them 
must be disconnected from wires.  
 
Code  

There are two functions within the block, óinitô 
and órunô. The óinitô function is called when the 
program starts so it can be used to do a 
calculation needed at the start or to allow for a 
value to be used that is not an input to the 
block.  
 
The órunô function is called each time the 
program loops. The parameters to the function need to correlate with the inputs that have 
been set up in the block i.e.,  óin1ô will be the first input, óin2ô the second input and so on. 
The inputs can still be named as required. The outputs come from what is returned from 
the function and again need to correlate with what is returned.  
 
In the example above, this would take in1 and in2 and return ótrueô if they are the same, 
ófalseô if not for the first output. The two values for in1 and in2 would be multiplied for the 
second output.  
 
The language used for this block is LUA, for the full functions available, please refer to 
https://www.lua.org/manual/5.1/manual.html. Please be advised that the only standard library 
utilised by the block  is ómathô. 
 
Note 1: Block only supported  in TDB Desktop Editor V2.3.6 or later and in Plant TDB V4.2 
or later  

https://www.lua.org/manual/5.1/manual.html
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Functional Blocks  

Alarm block  

  

 
 

 
The alarm block is used to 
indicate an alarm. Itôs 
activated by the switch 
input and can have an alarm 
delay assigned by using a 
setting block on the delay 
input. The alarm can have 
an óindexô type (used within 
the DMTouch to direct 
alarms) assigned by edi ting 
the properties box  as shown 
to the right.  An óAlarm 
Priorityô can also be 
assigned for when the 
device is logged on to 
BACnet networks.  
 
Note : An index of ó1ô will 
only alarm locally and not 
be sent over the network if 
setup.  
 
Note 1 : Each alarm block should be given a unique name.  
 

 

Analog Switch  

  

 
 

 
An Analog  value can be switched off using the  digital  switch input.  
If the digital input switch is off, the output will be 0.  
If the digital input switch is on, the output will follow the Analog Input 
value.  
 

 

Two -Way Switch  

  

 
 

 
If digital Input Switch is off , the output will follow Analog Input 1 value  
If digital input Switch is on , the output will follow Analo g Input 2 value  
 

 

Analog Store  

  

 
 

 
Initially the output is at the start -up 
value. Analogue values can be stored 
by turning the switch on then off, the 
output retains the input value at the 
time the switch is turned off. Click the 
óNon-Volatileô option to save the output 
value of the analogu e store on the hour 

or half past the hour or during a 
software restart.  
 
Note : If more than one Analogue Store is being used then they must each 
have unique aliases. I.e.,  Analogue Store 1, Analogue Store 2 etc.  

 

Input  

Delay  

Analog Input  

Switch  

Analog Input 1  

Analog Input 2  

Switch  

Input  

Switch  

Start -up Value  

Output   

Output   

Output   
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Pulse Counter  

  

 
 

 
The output increments and decrements in accordance with the up and down 
inputs. The output will go to zero when the reset input is active (On).  
 
Note 1 : The current count is periodically saved in the TDBôs non-volatile 
memory on the hour and half past the hour.  
 
Note 2 : If more than one counter is being used then they must each have 
unique aliases. I.e.,  Pulse Counter 1, Pulse Counter 2 etc.  The block can be 
renamed by opening the properties (right -click).  
 

 

D-Latch  

  

 
 

 
The óDô digital input value is clocked through to the output on each rising edge 
of the clock input B.  
Please note, the example below is taken from how the blocks appear on the 
TDB Desktop Editor but functionality is the same.  
 

 
 
 
 
 

 

SR-Latch  

  

 
 

 
The output goes on when the óSetô input goes on, and goes off when the Reset 
input goes on.  
Please note, the example below is taken from how the blocks appear on the 
TDB Desktop Editor but functionality is the same.  
 

 
 
 
 
 

 
 

 

Digital Edge Block  

  

 
 

 
For each Rising Edge of the input signal the Edge and Rising Outputs will pulse 
high for 0.1 seconds  
 
For each Falling Edge of the Input signal the Edge and Falling Outputs will pulse 
high for 0.1 seconds.  
 

 

Set  

Reset  

Count Up  
Count Down  

Reset  

óDô Input 

Clock  

Reset (B) is 
removed . 

Output   

Input (A) is on.  Input (A) is switched 
through to the output 
when the clock signal 
(B) is switched on  

Input (A) is 
removed, output 
stays on.  

Clock (B) is 
removed, output 
stays on.  

Clock (B) is switched 
on, Input (A), which 
is off, is óclockedô 
through to the output 
which now goes off.   

Input (A) and 
reset (B) are both 
off.  

Input (A) is switched 
on and goes straight 
through to the 
output.  

Input (A) is 
switched off, 
output remains on.  

Reset (B) is 
switched on, 
output is óreset ô 
and switches off  

Output   

Output   

Signal  

Edge  

Rising  

Falling  
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Analog ue Edge Block  

  

 
 

 
For each Rising Edge of the input signal the Edge and Rising Outputs will pulse 
high for 0.1 seconds.  
 
For each Falling Edge of the Input signal the Edge and Falling Outputs will pulse 
high for 0.1 seconds.  
 

 

Syslog  

  

 
 

 
When the digital input is activated,  the text defined in the óEntryô field will appear in the 
controller system log. The entry will be time/date stamped with the controllerôs current 
time and date.  
 
The use of $1 & $2 in the entry field s allow for analogue values to be included in the 
system log entry. In the example to 
the right, when the digital input is 
activated the values currently fed 
into $1 & $2 will be included in the 
system log entry.  
 
 e.g. If the values ô10.1ô and ó5.6ô 
were connected to $1 & $2 
respectively, The system log entry 
(from example to the right) would 
be;  
 
 Test 10.1, Test 5.6.  
 
Note : the controller will save a maximum of 300 entries in the system log.  
 

 

Push Text  

  

 

 

 
This block allows a scrolling 
text message to appear both 
on the web interface and the 
TouchXLôs display (if fitted).  
 
When the Input is activated, 
the text message in the Entry 
field will appear on the TDB 

controllerôs web page. If the 
strings ó$1ô and ó$2ô are 
included within the text 
message then the analogue 
values connected to the $1 
and $2 inputs will also be 
displayed in the text message.  
 
Broadcast:  Broadcasts to another TDB device on the network. See peer to peer 

Communications . 
CGI:  Check this for the message to be displayed on the computer -generated  

interface, such as a PC.  
Time Stamp:  The message will appear with the date and time shown first.  
 
In the example shown above, if an analogue value of ó4615ô is connected to $1, then 
the Push Text output on the device will be;  
 
 Energy usage is 4615 kWh  

  

Input  

$1  

$2  

Input  

$1  

$2  

Signal  

Edge  

Rising  

Falling  
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Reverse On/Off / Reverse On/Off 2  

  

 
Reverse On/ Off  

 
 
 
 
 
 
 

Reverse On/ Off 2  
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Reverse On/Off blocks are typically used to control a heating function.  
 
As an example, input (A) would be from a temperature probe and setpoint 
(B) would be the temperature you want to maintain the room at. Differential 
above setpoint (C) and differential below setpoint (D) are bands either side of 
the setpoint at which the he ating is turned on and off. If there were no 
differentials (C & D set to zero or not used) then the heating would constantly 
switch on and off around the set point and cause relay óchatteringô. 
 
As shown in the above graph, when the system is initially switched on the 
temperature is below the set point minus the diff below, this would cause the 
output (heating) to be switched on. As the room heats up, the temperature 
rises above the set point, whe n the temperature reaches the set point plus 
the diff above the output (heating) is switched off. The room will gradually 
cool down, when the temperature falls to the set point minus the diff below, 
the output (heating) is switched on again.  
 
The Reverse On/ Off 2 block has the additional óDelayô input. When a time 

value is inputted, it delays the output from coming on or going off for that 
period. Note : Use with caution.  

 

Direct On/Off / Direct On/Off 2  

  

 
Direct On/ Off  

 
 
 
 
 
 
 

Direct On/ Off 2  
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
A Direct On/Off block works in the opposite manner to a Reverse On/Off 
block and would typically be used to control a cooling function.   
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Direct PID / Direct PID 2  

  

 
           Direct PID  
 
 
 
 
 
 
 
 
          Direct PID 2  
 
 
 
 
 
 
 

 
This block performs a PID control function where the set -point, 
proportional, integral and derivative values can be assigned. It is 
typically used in a cooling application.  
 
A Direct PID block gives a variable output (0 -100) depending on the 
relationship between the analogue input (A) and a set point (B). A 
Direct PID 2 block has a second output, óReverseô, which is the inverse 
value to the Output.  
 
If the application requires the output to have limits within the blockôs 0-
100 range then a Limit block  can be utilised.  
 
Knowledge of PID loop mechanisms is advisable.  
 
If the analogue input is increasing rapidly away from the set point,  then 
the PID block will increase its output rapidly in an attempt to maintain 
the set point.  
 
If the analogue input is increasing more slowly away from the set point,  
then the analogue output will be proportionally less.  
 
A typical application would be to control a condenser fan(s) connected 
to a variable speed drive with the analogue input coming from a 
pressure transducer. The speed of the condenser fan(s) would depend 
on how close the pressure is to the set point and how  quickly the 
pressure is changing.  
 
The Proportional constant, Integral and Derivative settings determine 
how quickly and by how much the output varies in relation to the input. 
These values require fine tuning and should be used with care.  
 
The Direct PID 2 block has the additional óHoldô input. When the digital 
input goes óonô the analogue output values do not change from their 

current value regardless of any change to the analogue inputs. Note : 
Use with caution  
 

 

Reverse PID / Reverse PID 2  

  

 
             Reverse PID  
 
 
 
 
 
 
 

Reverse PID 2  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
This block performs a Reverse PID control function where the set -point, 
proportional, integral and derivative values can be assigned. It is 
typically used in a heating application.  
 
If the application requires the output to have limits within the blockôs 0-
100 range then a Limit block  can be utilised.  
 
 
 
 
 
 
 
 

Input A: Analogue input  
Input B: Set Point  
Input C: Proportional constant  
Input D: Integral  
Input E: Derivative  
Input F: Hold  

Input A: Analogue input  
Input B: Set Point  
Input C: Proportional constant  
Input D: Integral  
Input E: Derivative  
Input F: Hold  
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Performance     

  

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
This block calculates a performance indicator. The performance block will monitor 
the performance of the analogue value (Value) and give it a score.  
 
The score is based on how close the analogue value is to Set -point and if it is 
being maintained within the diff above and diff below values. Consideration is 
also given to how close/ far the analogue value is from the max and min limits.  
 
The min and max limits are generally the high and low alarm settings.  
 
A score of 1 equates to a good performance, a score of 10 equates to a poor 
performance.  
 
Alarms can be generated to alert users when a device relating to the value is 
underperforming.  
 
Note:  If the Min Value and the Set Point are both set to the same value and the 
Diff Below is set to zero then any values on input A below  the set point will not 
affect the performance score. Similarly, if the Max Value and the Set Point are 
the same and the Diff Above is set to zero, any value on input A above  the 
setpoint will not affect the performance score.  
 

 

Levels  

  

 
 
 
 
 
 
 
 
 
 

 
A Level block is used to monitor an analogue input and check that it 
is within pre -set parameters.  
 
As an example, if the input was a temperature probe,  then the High 
Level and Low Levels would be set to initiate an alarm if the 
temperature went too hot or too cold (subject to the delay). The Max 
Valid and Min Valid parameters could be set to the limits of the 
probe scale, an error output would be generat ed if these limits were 
exceeded (subject to the delay) which would indicate a probe fault.   
 
Input :  Analogue Signal  
Enable :  When the input is activated,  it enables the checking 

features of the block. Note if disabled the analogue 

value is still fed through to the óValueô output. 
 
High level, Low Level, Max Valid and Min Valid are settable values.  
 
Delay :  Delay associated to the Error, High and Low alarm 

digital outputs.  
 
Value :  Value passed from the Input  
Valid :  The output is active whilst the Input signal is within 

the Max Valid and Min Valid parameters.  
Error :  The output is activated when the Input signal is out 

with the Max/Min Valid parameters.  
High Alarm :  The output is activated when the Input signal is above 

the parameter High Level.  
Low Alarm :  The output is activated when the Input signal is below 

the parameter Low Level.  
 
Note :  For this block to operate correctly all the inputs must have 
a value assigned. When the Enable is activated,  the controller checks 
all inputs. óInputô, óHigh Levelô, óLow Levelô, óMax Validô, óMin Validô 
and óDelayô. 
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Min Valid  
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Occupancy Optimisation  

  

 
 
 
 
 

 
The Occupancy Optimisation block is used as an energy saving tool. The block 
calculates when to enable the output, connected to the heating/cooling strategy, 
to achieve the desired room temperature for when the room is first occupied.  
 
Ambient :  Temperature Input  
 
Target :  Desired temperature.  
 
Occupation :  Connect the analogue output of the GP2/GP3 block here.  
   
Enable :  Connect the digital output of the GP2/GP3 block here. Now 

configure the GP2/GP3 block with the desired occupied times.  
 
No Learn :  Occupation block uses the current calculated rate and stops any 

further calculations.  
 
Hold :  The predictive part of the block is disabled and the Output of the 

block follows the status of the Enable input.  
 
The properties for the block are shown on the right.  
 
Select between Cooling  
or Heating  from the 
dropdown menu.  
  
The Occupancy 
Optimisation block 
calculates the degree 
per hour change in 
room temperature 
when the 
heating/cooling plant is 
on. This allows the 

block to determine 
when to enable the 
output. The default rate 
is 1Deg per hour and is 
used until a current 
rat e is calculated.  
 
The rate is continuously 
calculated by the block.  
 
A parameter appears for the Occupation block in the controller parameters 
screen. This parameter will vary to show the current calculated rate.  
 
Enter Min and Max Rates. The Calculated degree Per hour value will never go 
above or below these values.  
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